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This section describes the assessment of the startup aspects of the project. Section 6.1 provides

a summary of the current status. Section 6.2 provides startup observations and
recommendations.

6.1 Current Status

6.1.1 Initial Test Program Organization

The Initial Test Program (ITP) is set up for an integrated organizational approach. The Owners
have overall responsibility for the ITP; however, leadership has been delegated to the
Consortium, and a fNEC employee has been named the test director, The balance of the
organization will be a mix of Owner and Consortium supplied personnel.

Reporting to the test director is the Component Test Group (CTG), currently led by a CB&l

employee. The CTG will take turnover of systems from construction and conduct component
testing. CTG test engineers will be discipline based and will specialize in the type of component
tests related to his/her discipline (electricaf, mechanical, control systems).

The test director leads the Preoperational Test Group (PTG). 'The PTG will talce system turnovers

from the CTG, conduct system start-up and tuning, and write and conduct system preoperational
tests. Each PTG test engineer will be the point of contact for each of his/her assigned systems
and will manage and execute all system-level testing activities. The project plan currently includes
155 to 160 systems and subsystems.

The Startup Test Group (STG) is also currently led by the test director. The STG will take
system/facility turnover from the PTG and will support preparations for fuel foad and the power
ascension program.

The ITP organization is structured similarly to those used in many nuclear power plant facilities.

'There is a separation between component testing, system testing, and power ascension testing
activities that will facilitate high confidence in the results of the test program. It is a program that
integrates the Owner, NSSS supplier, and designer/constructor personnel to leverage the right

resources to properly progress through component testing, preoperationai testing, and power
ascension.

In addition, the currently assigned test director has worlced for many years in the nuclear power

industry, with a significant track record in operation, outage management, and startup of nuclear

power plants. This test director appeared well organized and to have a good grasp of the

complexity of the project and how to approach it.

Strictly Confidential tc Becfttef, SCEgtG, and SCPSA. Page( 6n
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6.1.2 Test Program Integrity

a. Transition from Construction to the Initial Test Program

To separate the bulk construction program from the ITP, a formal turnover process will designate
the official transfer of care, custody, and control from construction to the CTG. Boundary
identification packages (BIPs) have been established to break the facility into smaller and more
manageable blocks. There are currently about 555 BIPs that will be the basis for turning the
facility equipment over to the CTG.

To provide further separation, performance of work activities will switch from the Consortium's QA
program to the Owner's QA program. Subsequent construction access to systems transferred to
the CTG will be controlled by a work authorization process controlled by the CTG. The work
authorization process will provide for the release of work, ensure system configuration supports
the nominated construction activity, and identify any required re-testing of components.

The above is intended to provide a high level of confidence that completed testing activities are
not invalidated by unauthorized construction activities and are consistent with the approach used
in many nuclear power plant facilities.

b. Preoperational Test Procedure Plan

All system preoperational tests will be treated as if they were safety related (i.e., a single
development, review, approval, and performance process regardless of the safety significance of
the test). The review plan also provides for a full NRC review cycle and a full Joint Test Working
Group (JTWG) review/approval cycle prior to test performance and after performance (test
results).

Preoperational test specifications are being developed to identify and collect all requirements to
be included in each test procedure. The intent is to assemble the design requirements, system
parameters, regulatory requirements, ITAAC commitments, and all acceptance criteria for each
system. After each test specification is reviewed and approved, the system preoperational test
procedure will be developed.

The above is intended to provide a high level of confidence that the preoperational test program
adequately demonstrates the integrity of the systems installed in the plant.

c. Startup and Power Ascension Test Procedure Plan

Power ascension test procedures are similar for the new AP1000 units at V.C. Summer and
Vogtle, and the Test Director is coordinating a combined effort to get the basic test procedures
developed through a sharing of responsibility to develop the procedures. The total list was divided
between the two sites. After each site develops its assigned tests, it should be a simple exercise
to "localize" each of the procedures to ensure they become specific to each site.

Strictly Confidential to Bechtel, SCESrG, and SCPSA Page I St
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d. Control Circuit Testing

To verify what has been installed is exactly per the project drawings, the CTG will verify control

wiring "point to point" (cold checked) prior to being energized. After cold checking, the circuits will

be energized and verified for functional correctness. Initial checks on the control loops may be
conducted from remote stations since the current schedule does not suggest the controlroom will

be ready. However, to meet the NRC regulatory guide requirement, those control loops initially

verified from remote stations will be re-verified from the control room after it is available. This

facilitates an earlier start of control loop functionality to support earlier equipment initial operation,

as well as final verification to meet the stipulations in the regulatory guide.

e. Component Test Data Base

All component testing is to be tracked, planned, and statused using an Excel spreadsheet
(Component Test Matrix) that is currently loaded from a manual takeoff of P&IDs, and it will be

kept current through review of all changes issued by engineering. The spreadsheet includes

planned durations of each activity, allows entry of actual durations, and calculates percent
complete of each and cumulative activities (activity durations should not be confused with

jobhours associated with each activity). Real-time updates of completed data records will be
made manually on a daily basis, or as turned in to the admin doing the entry, for a reasonably
current representation of progress/status. This is separate from the tracking of ITAAC activity

progress.

A completions database is a typical, but critical, element in the control and management of the

testing activities. What separates this from the typical completions databases is the ability to apply
estimated durations to each activity, and use the results to support schedule development.
Manloading and levelization of resources will still be performed in the commercial scheduling
software.

6.1.3 Training of Operations and Maintenance Personnel

Training of permanent plant operations and maintenance personnel is the responsibility of the

Owner. This was not specifically reviewed; however, it was briefly discussed during interviews

with the ITP personnel. The current plan includes significant participation of the operations and
maintenance personnel in the entire ITP, from component testing through preoperational testing.

This is important to the preparation of the plant staff in their assumption of responsibility for

system operation prior to fuel load and is consistent with the approach used in many nuclear

power plant facilities.

6.1.4 Test Program Staffing

The current staffing plan has a peak (Unit 2/Unit 3 overlap) of 75 WEC test engineers, about 60

CB&l component test engineers, and about 25 Owner personnel. The staffing seems a little

higher than the staffing needed based on previous preoperational and startup testing programs at

Strictly Confidential to Bedhtel, SCE&G, and SCPSA. Page I sa
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nuclear power plant facilities; however, historical dual unit plant startups were typically staggered
12 to 18 months apart, not the 8 to 9 months currently on the project schedule.

The test group will have a dedicated craft labor pool that comes out of construction. The WEC
labor budget has been verified against the current staffing plan, while the CB&l budget has not yet
been verified but is in progress.

6.1.5 Test Program Schedule

a. Schedule Development/Maturity

The component testing and preoperational testing schedules are developed to the point where
prerequisite activities and associated ties are established, and the system-level fragnet templates
have been loaded to each startup system. Additionally, standard activity durations have been
plugged-in and the group is in the beginning phases of adjusting the durations per the Component
Test Matrix and the estimated durations for preoperational tests based on complexity. It is too
early to determine if the overall schedule duration will be consistent with the 17 to 18 months
currently planned between energization and fuel load, as it may take 3 to 4 months to complete
the adjustments and perform resource leveling exercises.

b. Construction Turnover to CTG

Review of the Construction to Component Test Group BIP turnover waterfall schedule indicates
turnovers are planned to occur from September 2015 through January 2019; the distdibution is as
follows:

~ 2015: 2 turnovers

~ 2016: 44 turnovers (cumulative 46)

~ 2017: 475 turnovers, 86% of total (cumulative 521, 94% of the total BIPs)
~ 2018: 33 turnovers (cumulative 554)

~ 2019: 1 turnover (Cumulative 555)

The current plan calls for 86% (or 475) of the BIPs to be turned over in 2017 alone, which is more
than 30 BIPs per month. This is a high rate of turnovers that will be difficult to maintain. Even
though the turnover process allows for consolidation of BIPs into fewer, larger turnover packages;
this rate still indicates that 86% of the systems will be turned over to the CTG in a 12 month period.

This high number of turnovers produces a cumulative total of 94% at the end of 2017; yet,
terminations are shown to be less than 70% complete in most areas. The turnover of completed
BIPs does not seem to match the number of terminations completed, as it indicates that the last
6% of the BIPs contain over 30% of the terminations, which does not seem correct.

Strictly Confidential to Sechtel, SCEiiiG, and SCPSA. Rage I 65
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In addition, stringing the turnover of systems over a 31-month period may present problems. The
concept of simultaneous operations, where bulk construction activities will be conducted in close
proximity to components (and potentially systems) that will be energized and in testing introduces
the concepts of Permit to Work (Energized Equipment Lockout/Tagout) and NFPA 70E, Standard
for Electrical Safety in the Workplace (are flash protection). This extends the period of time that
poses safety risk to personnel and has a higher potential to slow installation of construction bulks

and slip schedule. This can ail be managed; but, a total turnover duration (first turnover to last
turnover) of 18 to 20 months is more typical of nuclear power plant facilities.

The current project schedule indicates an approximate 9 month stagger between Unit 2 and Unit 3

hot functional tests. This is more aggressive than what was experienced on many past nuclear

power plant facilities, which could preclude leveraging personnel from Unit 2 on Unit 3, as well as
introducing the concept of two new units on the same site overlapping initial fuel load activities

and initial power ascension.

6.2 Observations and Recommendations

Startup observations and recommendations are identified in Table 6-1.

No.

81

Table 6-1. Startup Observations and Recommendations

Description

The current ITP staffing plan includes heavy Tech Staff, Operations, snd Maintenance staff par-

ticipation.

82

~Rd d

~ Be diligent with dedication of these resources to support the ITP. The hands-on experience
acquired through participation in the test program is important tc good performance during the
early days of plant initial operation.

~dd

The current schedule identifies about 8 months lag between the Unit 2 and Unit 3 hot functional

tests. This lsg is significantly shorter than previous dual unit nuclear sites, snd drives the testing

group staffing levels fairly high.

83

~d
~ Evaluate the likelihood of realizing an 8 month lag between Units 2 & 3. If realistic, ensure

mitigationa have been planned in case of events on one of the units while the other is in Ihe

vulnerable position of still in the testing phase. If not realistic, consider historical legs closer to

12 to 18 months.

~o

The construction turnover of BIPs to the CTG is planned to occur over s 31-month pediod. This is s

long time to have equipment in various stages of testing and lsyup.

~RR
~ Consider reducing the duration of the turnover period to 18 months. This may permit realloca-

Strictly Confidential ta Sachtei, SCEgdG, aud SCPSA. Page I 69
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No.

S4

Table 6-1. Startup Observations and Recommendations I.

u Description I

tion of resources to complete systems in a more reasonable schedule, reduce the duration the
facility would be in a simultaneous operations mode, and possibly reduce the cost of actually
completing BIPs.

The timing of construction completion of bulks does not align with the timing of BIP turnovers. At the
end of 201 7, construction plans to be less than 70% complete with terminations, yet, plans to have
turned over 94% of the BIPs.

95

~Rd
~ Reexamine construction terminalions percent complete compared to Bip turnovers and adjust

the project schedule accordingly.

The overall ITP organization and program are well thought out and follow proven philosophies and
processes.~di
~ Continue along this execution plan end make modifications only if project or regulator changes

warrant them.

Strictly Confidential to Bechtel, SCE&G, and SCPSA, Page I 65
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Conclusions

The AP1000 is a first-of-a-kind technology, 10 CFR 52 is a new licensing process, and these are
the first new nuclear plants being constructed in the U.S. in decades. Challenges would be
expected.

However, the V.C. Summer Units 2 & 3 project suffers from various fundamental EPC and major
project management issues that must be resolved for project success:

The Consortium's project management approach does not provide appropriate visibility

and accuracy to the Owners on project progress and performance.

~ The Consortium's forecasts for schedule durations, productivity, forecasted manpower
peaks, and percent complete do not have a firm basis. Bechtel's assessment, based on
certain assumptions, of the Unit 2 and 3 commercial operation dates indicates:

There is a lack of a shared vision, goals, and accountability between the Owners and the
Consortium.

The Consortium lacks the project management integration needed for a successful project
outcome.

The WEC-CB&t relationship is strained, caused to a large extent by commercial issues.

The overall morale on the project is low.

The Contract does not appear to be serving the Owners or the Consortium particularly
well.

The issued design is often not constructible resulting in a significant number of changes.
The construction planning and constructability review efforts are not far enough out in front
of the construction effort to minimize impacts.

There is significant engineering and licensing workload remaining (currently over 800
engineers). ITAAC closure will be a significant effort.

Emergent issues potentially requiring NRC approval of LARs remain a significant project
concern.

There is a significant disconneot between construction need dates and procurement
delivery dates.

Strictly ConBdentiat to Bechtel, SCElkG, and SCPSA. Page l
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~ The amount of stored material onsite is significant, creating the need for an extended
storage and maintenance program.

Construction productivity is poor for various reasons including changes needed to the
design, sustained overtime, complicated work packages, aging workforce, etc.

~ The indirect to direct craft ratio is high.

~ Field non-manual turnover is high.

The Owners do not have an appropriate project controls team to assess/validate
Consortium reported progress and performance.

~ The schedule for the startup test program is in the early stages of development. The BIP
turnover rate appears to be overly aggressive.

Bechtel recognizes that the recently announced purchase of CB&l nuclear by WEC may change
some of the recommendations regarding the Consortium. Nonetheless, most of the
recommendations identified in this report still apply to the project under the new EPC contract
structure.

Strictly Confidential to Bechtel, SCE&G, and SCPSA. Page l 69
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Documents Received from
the Owners and the Consortium
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I=- AppendixA~
Documents Reviewed from the Owners and the Consortium 'ocumentsreviewed during the assessment are identified in Table A-1.

No.

1.1.2

1.1.3

1.1.4

1.1.5

1.1.6

1.1.7

1.1.8

1.1..9

1.1.10

1.1.12

-tu. Table A-1. Documents Reviewed During the Assessment

«I Description .—

VCS Project Supply Chain Management-Procurement Plan,
VSG-GW-GPH-010), 5/8/1 5, 87 pages
VCS Project Construction Execution Plan (VSG-GW-GCH-001), Rev
2, 11/19/09, 64 pages
VCS Project Resource Staffing Plan, VSG-GW-GXH-001), 2/6/09, 11
pages
VCS Project Regulatory-Licensing Management Plan,
(VSG-GW-G:H-001), Rev 5, 6/5/09, 14 pages
VCS Project Execution Plan (VSG-GW-GBH-300), Rev 3, 8/13/09, 52
pages
VCS Project Engineering Plan (VSG-GW-GEH-001), Rev 2, 1/18/12,
50 pages
VCS Project Completion and Closeout Plan (VSG-GW-GBH-370),
Rev 1, 3/4/09, 19 pages
VCS Integrated Project Risk Management Plan (VSG-GW-GBH-310),
Rev 1, 9/5/13, 10 pages
VCS ITAAC Program Execution Plan (VSG-GW-GLH-002), Rev 3,
1/12/15, 37 pages
NNDG-CS-0001 Rev. 5 - Oversight of Construction Activities
(NNDG-CS-0001), Rev 5, 1/22/15, 8 pages
Project Oversight Strategy Plan, Rev. 2, 11/12/14,28 pages
NNDG-AP-0003 - Oversight Plan Development and Execution
(NNDG-AP-0003), 6/11/14, 10 pages
NND-CS-0013 - Risk Assessment of Consortium Construction Activi-
ties, 1/22/15, 9 pages

Hard Copy (HC) t
or Electronic (E),

1.1.13 NND-QS-0006 Rev. 2 - NND QS Audits, Rev 2, 12/17/15, 40 pages
1.1.14

1.1.15

1.1.16

1.1.17

NND-CS-0013 Attachment 1 From Review 06-18-2015, 6/1 8/1 5 7
pages
NND-AP-0308 Rev. 0 - Construction Readiness Review Procedure,
5/29/14, 9 pages
NND-AP-0304 Rev. 1 - Construction Oversight, Rev 1, 4/30/13, 11
pages
NND-AP-0024 Rev. 3 - Assessment Program, Rev 3, 10/9/14, 83
pages

1.1.18 NND-AP-0018 Rev. 5- Observation Program, Rev 5, 2/3/15,33 pages
1.1.19 AP1000 Initial Test Program - Commissioning Program and Turnover
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~~ Table A-1. Documents Reviewed During the Assessment

No.

1.1.20

1.2

1.2.1

1.2.2

1.2.3

1.2.4

1.2.5

1.2.6

1.2.7

1.2.8

1.3

1.3.1

1.3.2

1,3.3

1.3.4

1.3.5

1.3.6

1.3.7

1.3.8

1.5.1

1.5.2

1.5.3

1.6

1,6.1

Description

Plan (VSG-GW-GBH-360), Rev 2), 1/12/15,129 pages
NND-AP-0002 Rev. 15- Corrective Action Program (NND-AP-0002),
Rev 15), 3/31/15,63 pages
V.C. Summer Units 2 & 3 Monthly Status Report - MARCH 2015, 107
pages
V.C. Summer Units 2 & 3 Monthly Status Reporl — JUNE 2015, 111
pages
V.C. Summer Units 2 & 3 Monthly Status Report - APRIL 2015, 116
pages
V. C. Summer Units 2 & 3 Monthly Status Report - MAY 2015, 112
pages
2015 07 16- July PRM (final), 7/16/15,170 pages
2015 0617- June PRM Slides (Final), 6/18/15,181 pages
2015 05 21 - May PRM (fmal), 168 pages
2015 04 17 - April PRM (final as presented), 154 pages
2015 03 17 - March PRM (final), 154 pages
June 2015 Consortium Monthly Meeting Minutes, 6-18-15, 103 pages

May 2015 Consortium Project Review Meeting Minutes, 6-17-15, 97
pages
May 2015 Project Review Meeting Minutes - Owner Comments,
5-21-15, 7 pages
March 2015 Project Review Meeting Minutes - Owner Comments,
3/19/15, 8 pages
March 2015 Consortium Project Review Meeting Minutes, 4/8/15, 88
pages
June 2015 Project Review Meeting Minutes - Owner Comments,
6/18/15, 9 pages
June 2015 Consortium Project Review Meeting Minutes, 7/14/15, 103
pages
April 2015 Project Review Meeting Minutes - Owner Comments,
4/16/15, 8 pages
April 2015 Consortium Project Review Meeting Minutes, 90 pages
VC Summer Site Overall Craft Staffing (Includes Absenteeism and
PF) dated 5/5/2015, 1 pages, 11 X 17

VC Summer Site Overall Craft Forecast and Actuals, dated 8/27/15, 1

pages, 11 X 17

Power Leadership CBI as of Jan 2015, 1 page
NND Staffing 8-15 (Owner Staffing), 2 pages

Westinghouse Engineering org charts for VCS Assessment, 6-1-15,
7 pages
NP&MP Org Charts for VCS As'easement — 6-1-15, 8 pages

I
Hard Copy(HC) j

or Electronic (E)

HC

HC
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No. &
1.6.2

1.6.3

1.6.4

1.6.5

1.6.6

1.6.7

1.6.8

1.6.9

1.7

1.8

1.8.1

1.8.2

2.1

2.3.1

2.3.2

2.8.

2.8.1

2.8.2

2.9

2.9.1

3.2

4.1

4.2.1

4.2.2

4.2.3

4.3

4.4

4.5

5.1

5.1.1

r Table A-1. Documents Reviewed During the Assessment

jj Description

Westinghouse Nuclear Automation org charts for VCS Assessment-
July 28, 2015, 8 pages
VC Summer Site Org Chart - CBS I - Jan 2015, 1/29/15,16 pages
Westinghouse Nuclear Automation org charts for VCS Assessment-
July 28, 2015, 8 pages
Westinghouse Engineering org charts for VCS Assessment - July 28,
2015, 7 pages
WEC VCS Org Chart - Site 07-28-15, 1 page
Power Leadership CBI 2015.7.15, 1 page
NP&MP Org Charts for VCS Assessment, 6/1/15,22 pages
NP&MP Org Charts for VCS Assessment - July 28, 2015, 22 pages
Calendar of Weekly/Monthly Meetings (w/Owner attends highlighted),
3 pages, 8.5 X 11

Top 17 Risks — Mitigation Plans (As of August 3, 2015; VC Summer
Schedule Risk Register, dated 8/5/1 5, 14 pages,, 8.5 X 11

VCS Items Meeting, dated 9/4/15,9 pages,, 8.5 X 11

VC Summer Plan of the Day-9/3/15, 36 pages, PowerPoint, 8.5 X 11

Design Completion (Luce Odani, Westinghouse), 5 pages, 8.5 X 11

WEC PCC Level 1 Critical Issues List, 3 pages, 11 X 17

Issues List, dated 9/4/15, 5 pages, 8.5 X 11

Pending DCP List, 9/3/15, 4 pages, 8.5 X 11

VC Summer LAR Cross Reference, 9/10/1 5, 18 pages, PowerPoint
8.5 X 11

Overview of the AP1000 Design Change Process, dated 1/14/15, 18
pages, PowerPoint, 8.5 X 11

AP1000 Plant Major Milestones, 28 pages, PowerPoint 8.5 X 11

P &ID Revisions (P2P, 8/31/15), 10 pages, 11 X 17

Weekly Modules 4-Box Report - 07-14-15 Rev. 1, 37 pages
VCS 2 & 3 Weekly Construction Metric 15-07-27, 58 pages
Unit 3 Total CB&l Commodity Percents Complete (graph), dated
9/3/15, 3 pages, 11 X 17

VC Summer Site Total CB&l Percents Complete (graph)
Unit 2 CB&l Commodity Percents Complete

VCS Project Subcontracting Strategy — Report, dated 8/31/15, 17
pages, 11 X 17

VC Summer Daily Report 7 21 2015, 7/21/15,6 pages
VC Summer Equipment List, 25 pages, 8.5 X 11

2015-08-03 Month End U3 Integrated Cate Major Milestone-Key
Dates,8/6/15, 1 page
2015-08-03 Month End U2 Integrated Cate Major Milestone-Key

Hard Copy (HC)
or Electronic (E)

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

Strictly Confidential to Bechtel, SCE&G, and SCPSA. Page I A-4
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No.

5.1.2

5.1.3

5.1.4

5.1.5

5.1.6

5.1.7

5,1.8

5.1.9

5.2

5.2.1

5.2.2

5.2.3

5.2A

5.2.5

5.2.6

5.2.7

5.2.8

5.2.9

Table A-1. Documents Reviewed During the Assessment

Dates, 8/6/15, 1 page

Description

2015-06-29 Month End U3 Integrated Cele Major Milestone-Key
Dates, 7/7/15, 1 page
2015-06-29 Month End U2 Integrated Cele Major Milestone-Key
Dates, 7/7/1 5, 1 page
2015-06-01 Month End U3 Integrated Cele Major Milestone-Key
Dates, 6/5/1 5, 1 page
2015-06-01 Month End U2 Integrated Cele Major Milestone - Key
Dates, 6/5/1 5, 1 page
2015-04-27 Month End U2 Integrated Cele Major Milestone-Key
Dates, 4/28/15,1 page
2015-04-27 Month End U3 Integrated Cele Major Milestone-Key
Dates, 4/28/15, 1 page
2015-03-30 Month End U3 Integrated Cele Major Milestone-Key
Dates, 4/9/15, 1 page
2015-03-30 Month End U2 Integrated Cele Major Milestone-Key
Dates, 4/9/15,1 page
2015-08-03 U3 Crit Path ILRT, 8/5/15, 4 pages
2015-08-03 U3 Crit Path COD, 8/5/1 5, 4 pages
2015-08-03 U2 Crit Path ILRT, 8/5/1 5, 4 pages
2015-08-03 U2 Crit Path COD, 8/5/15, 5 pages
2015-06-29 U3 Crit Path ILRT, 6/30/15, 4 pages
2015-06-29 U3 Crit Path COD, 7/7/15,4 pages
2015-06-29 U2 Crit Path ILRT, 6/29/15,3 pages
2015-06-29 U2 Crit Path COD, 7/7/15,4 pages
2015-06-01 U3 Crit Path COD, 6/3/15,4 pages
2015-06-01 U3 Crit Path ILRT, 6/4/1 5, 4 pages

Hard Copy (HCj'r

Electronic (Ej

'.2.10
2015-06-01 U2 Crit Path ILRT, 6/3/15,3 pages

5.2.11 2015-06-01 U2 Crit Path COD, 6/2/15,6 pages
5,2.12 2015-04-27 U3 Crit Path ILRT, 4/30/15,4 pages
5.2.13 2015-04-27 U3 Crit Path COD, 4/30/15,5 pages

5.2.14 2015-04-27 U2 Crit Path ILRT, 4/30/15,5 pages
5,2,15 2015-04-27 U2 Crit Path COD, 4/30/15,4 pages

5.2.16 2015-03-30 U3 Crit Path ILRT, 4/6/15,4 pages

5,2.17 2015-03-30 U3 Crit Path COD, 4/6/15, 4 pages
5,2.18 2015-03-30 U2 Crit Path ILRT, 4/1/15, 4 pages

5.2.19 2015-03-30 U2 Crit Path COD, 4 pages

6.1

6.1.1

QA Audits at VC Summer 2014/2015, 1 page, 8.5 X 11

Quality Assurance Scheduled Surveillances, dated 8/26/15, 18 pages,
8.5 X 11

HC

HC

Strictly Confidential to Bechtel, SCEgiG, and SCPSA. Page I
A-5
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No.

6.5

6.5.1

6.5.2

6.5.3

6.5.4

7.1

7.1.1

7.1.2

7.1.3

7.1.4

7.1.5

7.1.6

7.1.T

7.1.8

7.1.9

7.1.10

7.2.1 1

7.2.1 2

7.2.13

7.2.14

7.2,15

7.2.1 6

7.2.17

7.2.18

7.2.1 9

7.2.20

7.2.21

7.4

7.8

7,8.1

7.8.2

7.8.3

7.8.4

7.8.5

~ Table A-1. Documents Reviewed During the Assessment

Description
NND-AUD-201503 Owner's COL and Project Oversight Audit,
7/2/15,16 pages
NND-15-0247 2015 Corrective Action Program Audit Report,
4/16/15,9 pages
NND-15-0143 Parallel Module Fabdcation Process Audit Report,
3/24/15,8 pages
NND-1 5-0090 2015 Procurement Processes Audit Report,
NND-AUD-201501, 2/20/15,8 pages
2015 Audit Schedule Rev. 1, 6/12/15,2 pages
Licensing Weekly 8-3-15, 10 pages
Licensing Weekly 8-10-15, 10 pages
Licensing Weekly 7-6-15, 11 pages
Licensing Weekly 7-27-15, 10 pages
Licensing Weekly 7-20-15, 10 pages
Licensing Weekly T-13-15, 10 pages
Licensing Weekly 6-8-15, 11 pages
Licensing Weekly 6-29-15, 12 pages
Licensing Weekly 6-15-15, 11 pages
Licensing Weekly 6-22-15, 11 pages
Licensing Weekly 6-1-15, 11 pages
2015-08-10 VC Summer NRC Schedule, 3 pages
2015-08-03 VC Summer NRC Schedule, 3 pages
2015-07-27 VC Summer NRC Schedule, 3 pages
2015-07-20 VC Summer NRC Schedule, 3 pages
2015-07-13 VC Summer NRC Schedule, 3 pages
2015-07-06 VC Summer NRC Schedule, 3 pages
2015-06-29 VC Summer NRC Schedule, 3 pages
2015-06-22 VC Summer NRC Schedule, 3 pages
2015-06-1 5 VC Summer NRC Schedule, 3 pages
2015-06-08 VC Summer NRC Schedule, 3 pages
2015-06-01 VC Summer NRC Schedule, 3 pages
VCS Permit Status 6-11-1 5, 5 pages
NRC Report 8-4-15, 8/4/15,3 pages
NRC Report 7-7-15, 7/7/1 5,3 pages
NRC Report 7-21-15, 7/21/15,3 pages
NRC Report 7-14-15, 7/14/15,3 pages
NRC Report 6-9-1 5, 6/9/15,3 pages
NRC Report 6-2-15, 6/2/15,3 pages

Hard Copy (HC)
t or Electronic (E)

Strictly Confidential to Beds tel, SCE&G, and SCPSA. Page i A-6
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7.8.6

7.8.7

7.8.8

7.8.9

8.1

9.1.1

9.1.1.2

9.3

9.3.1

10.1

10.2

10.12

11.2

11.2.1

11.27

12.1

, Table A.1. Documents Reviewed During the Assessment

Description

NRC Report 6-16-15,6/16/15,3 pages
NRC Report 5-5-15, 5/5/15,3 pages
NRC Report 5-19-15, 5/19/15,3 pages
NRC Report 5-13-15, 5/13/15,3 pages
Engineering, Procurement and Construction Agreement between
SCE&G, for Itself and as Agent for the SC Public Service Authority, as
owner and a Consortium consisting of Westinghouse Electric Com-
pany LLC and Stone & Webster, Inc., as Contractor for AP1000
Nuclear Power Plants Dated as of May 23, 2000 (Confidential Trade
Secret Information — Subject to Restricted) dated 5/23/08 (176 pages,
8.5 X 11)

Owner Org Charts - Sechtel Assessment, 1 page

Owner Org Charts - Sechtel Assessment, 14 pages
Exhibit A, Scope of Work/Supply and Division Responsibility, 62
pages, 8.5 X 11

AP1090 Plant Division of Responsibility — VC Summer 2&3
(VSG-GW-G8Y-100), 70 pages, 8.5 X 11

Commercial Review Meeting, dated 8/1 9/15, 7 pages, PowerPoint 8.5
X 11

Unit 3 Standard Plant Performance (Month end July 2015), 1 page, 11

X 17

VC Summer UO CSI Site-Specific EPC, dated 9/7/15, 3 pages, 11 X
17

Modules illustration, 1 page, 8.5 X 11

AP1000 Module Overview Nl Structural Modules, 166 pages, Pow-
erPoint 8.5 X 11

Project Controls Meeting Material (9/15 Meeting), 15 pages, 11X17

VC Summer Plan of the Day, October 01, 2015, 33 pages, PowerPoint
8.5 X 11

Hard Copy (HC)
or Electronic (E)

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

12.2

12.3.1

12.3.2

12.3.3

Nuclear Island Mechanical Systems Reference Document Pack-
age,AP1000, May 2015 (Includes General Arrangements, Room
Numbering and Module Locations, 79 pages, 11X17

Un-redacted Article 3 added (9/25/15)
Un-redacted Article 7 added (9/25/15), but related Exhibit J, not
added.
Un-redacted Article 9 and 10 added (9/25/15)

Schedule E, project schedule — not added
Schedule F, milestone schedule — not added
Schedule J, price adjustment provisions — not added

Agreement Change Order 1 — 7/14/08, Engineering, Procurement and
Construction Agreement, 8 pages, 8.5 X 11

Agreement Change Order 2 — 9/10/09 (provision of Limited Scope
Simulators, LSS) 12 pages, 8.5 X 11

HC

HC

HC

HC

Strictly Confidential to Bechtel, SCR&G, and SCPSA. Page I A-7
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, Table A-1. Documents Reviewed During the Assessment

No. Description 4(
i

Hard Copy (HC)
or Electronic (E)

12.3.4

12.3.5

12.3.6

12.3.7

12.3.8

12.3.9

12.3.10

12.3.1 1

12.3.12

12.3.13

12.3.14

12.3.15

12.3.16

Agreement Change Order 3 — 1/14/10, Parr Road Rehabilitation, 27
pages, 8.5 X 11

Agreement Change Order 5 — 5/4/10, Revised Senior Reactor Oper-
ator Instructor Training Program, 37 pages, 8.5 X 11

Agreement Change Order 6 — 6/29/10, (substitute HydraNuts ILO
AP1000 Standard Plant reactor vessel stud tensioners... ), 14 pages,
85X11
Agreement Change Order 7 — 7/1/10, (Stone & Webster....), 9
pages, 8.5 X 11

Agreement Change Order 8 — 4/11/11, (transfer Stone & Webster
Target Price COW to Firm Price... ), 51 pages, 8.5 X 11

Agreement Change Order 9 — 11/23/10, (RFP to reconfigure outgoing
transmission lines from VCS//2 switchyard... ), 5 pages, 8.5 X 11

Agreement Change Order 10 — 11/22/10, Access to Westinghouse
Primavera Architecture, 12 pages, 8.5 X 11

Agreement Change Order 11 — 2/14/11, Study and Analyze the Im-
pact of Delayed COL. Receipt of Construction Schedule, 8 pages, 8.5
X 11

Agreement Change Order 12 — 12/8/11, Imps ct from Health Care and
Education Reconciliation Act of 2010, 12 pages, 8.5 X 11

Agreement Change Order 13 — 2/14/12, Ovation Work Stations. 4
pages, 8.5 X 11

Agreement Change Order 14 — 2/26/12, Cyber Security Phase 1, 53
pages, 8.5X11
Agreement Change Order 15 — 2/16/12,WLS Discharge Piping, 4
pages, 8.5 X 11

Agreement Change Order 18 — 9/17/14, Perch Guards, 6 pages, 8.5 X
11

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

12.3.17

12.3.18

12.3.19

12.3.20

12.3.21

12.3.22

12.5

12.5.1

Agreement Change Order 19 — 10/1/14, Simulator Hard-
ware/Software/Training, 11 pages, 8.5 X 11

Agreement Change Order 20 — 12/2/14, Method of Calculating ACA
Impact 2011, 2012, 2013, 8 pages 8.5 X 11

Agreement Change Order 21 — 2/16/15, ITAAC Maintenance, 8
pages, 8.5 X 11

Agreement Change Order 22 — 7/30/15, Common-Q Maintenance
Training System Equipment and Software, 31 pages, 8.5 X 11

Agreement Change Order 23 — 8/5/15, Simulator Development Sys-
tem (SDS), 64 pages, 8.5 X 11

Agreement Change Order 24 — 8/20/15, 94 pages, 8.5 X 11

Field Fabrication and Installation Specification, 3.9 Installation of
Spool Pieces and Field Fabricated Piping/Training, 6 pages, 8.5 X 11

Piping Isometi'ic General Notes, Dwg. No. APP-GW-P W-100, 1

page, 11 X 17

HC

HC

HC

HC

HC

HC

HC

HC

Strictly Con6dential tc Becbtel, SCESiG, and SCPSA. Page I A-8
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No.

12.5.2

12.5.3

12.5.4

12.5.5

12.9

12.9.1

12.10

12.13

12.15

12.17

12.21

12.23

12.24

12.26

12.28

12.29

13.1

13.7

13.9

14.2

14.3

15.6

15.6.1

, Table A-1. Documents Reviewed During the Assessment

() Description

Piping Isometric Symbol Legend, Dwg No. APP-GW-PLW-102, 1

page, 11 X 17

Shield Building Stall Wall Panels EL 100-0" to 24856 1/2" General
Notes, Sheet 1 & 2, 11 X 17

AP1000 Structural Modules General Notes Dwg No, APP-GW-S9-100
through 107, 7 pages, size 11X17

General Notes Mechanical Modules (Dwg No. APP-GW-K9-100
through 103, 4 pages, size 11X17

Westinghouse Home Office Engineers not charging/charging VC
Summer Project, 1 page, size 8.5 X 11

CBS I Total Head Count for Design Engineering and Support, 1 page,
size 8.5 X 11

Historical and Open E&CDRs and N&Ds,4 pages, size 8.5 X 11

Gives CGD Submittal Review Status, 1 page, 8.5 X 11

Site Overall Total, Direct Construction Only (Planned and Earned
Hours) curve, 1 page, 11X17

VC Summer Total Steel Commodity, 7 pages, 11X17

CB&l Direct Construction Labor Summary, dated May, 2015, 1 page,
11X17

Available Work Assuming No Manpower Constraints (table), 1 page,
8.5 X 11

VC Summer Initial Test Program Unit 2 & 3, Target Completion
Schedule, 1 page, 11X17

EBS NND Daily Active Detail, 7 pages, 8.5 X 11

ROS Impacts Report, 6 pages, 11X17

Engineering Impacts Report, 1 pages, 8.5 X 11

Westinghouse Engineering Remaining Schedule (2015-09r28), 135
pages, 8.5 X 11

WEC PO Status report, 1 page, 8.5 X 11

Corrective Action Program Status (CAPS) Report, dated 9/17/15, 19
pages, 8.5 X 11

Indirect Cost Review, 22 pages, 8.5 X11

Indirect/direct hours Week Ending 08-16-15 (Indirect Labor Report), 4
pages, 8.5 X 11

Summary of the key engineering activities in the ECS remaining in the
schedule that have a tie to construction, 1 page, 8,5 X 11

Post-Engineering Design Closure Work Streams, 1 page, 8.5 X 11

Hard Copy (HC)
or Electronic (E) )

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

15.6.2 Engineering Items — ROYG (2015 — 09-28), pages 1 — 70, 11X17

15.6.3 Procurement Items — ROYG (2015-09-28) pages 1-128, 11X17

15.6.4 Licensing Items - ROYG (2015-09-28) pages 1-12, 11X17

HC

HC

HC

15.7 Engineering Resources, 1 page, 8.5 X 11 HC

Strictly Confidential to Becbtel, SCElkG, aud SCPSA. Page I A-9
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No.

15.9

15.9.1

15.11

15.11.1

15.11.2

15.11.3

15.11.4

15.11.5

15.11.6

15.13

15.13—
15.14

15.16

, Table A-1. Documents Reviewed During the Assessment

Description

VC Summer Discussion on 18 C Schedule 8 PRS — July 2015, 10
pages
l&C Baseline 8 Engineering Remaining, 51 pages, 8.5 X 11

Annex Building Cable Tray Plan Area EL 100' 0", Sheet 2 of 2, Dwg
No. APP4031-ER-013, 1 page, 11X17

Annex Building Cable Tray Support Location Plan Area 1 & Area 4 EL
100' 0" Sheet 2 Of 3, Dwg No. APP4031-SH-014, 1 page, 11X17
Annex Building Cable Tray Support List 8 Fabrication Details Area 1,
EL 100C0" Sh 1 of 3 Dwg No. APP-4031-SHX-01201, 1 page, 11X17
Annex Building Cable Tray Support List 8 Fabrication Details Area 1,
EL 100C0" Sh 2 of 3, Dwg No. APP-4031-SHX-01301 1 page, 11X17
Annex Building Cable Tray Support List & Fabdication Details Area 1,
EL 100CO" Sh 3 of 3, Dwg No. APP-4031-SHX-01401 1 page, 11X17
Fabrication Requirements Cope Tray Supports Seismic Category III
Trapeze Rod Support Detail, Dwg No. APP-SH27-VF-201, 1 page,
11X17

Annex Building — Area 4 Structural Steel Roof Supplemental Steel
Plan, Dwg No. AP-4044-SS-005, 1 page, 11X17.

Remaining Hold DDs, 37 pages, 1 page 8.5 X 11, 36 pages 11 X 17

Hold Docs missing DD, 3 pages, 11 X 17

CB&l Remaining Equipment Deliveries, 100 pages, 11X17

'ard Copy (HC)
or Electronic (E)

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC
15.16.1 Westinghouse Remaining Equipment Deliveries, 17 pages, 11X17 HC
16.1—
16.6

16.1—
16.6.1

16.1—
16.6.2

16.1—
16.6.3

16.1—
16.6.4

16.1—
16.6

16.1—
16.6.5

List — Construction Package — On Hold, 3 pages, 11X17

VC Summer Unit -2 Auxiliary Building Room Plan 12306, Strategic
Planning Team September 14, 2015 (DRAFT), dated 9/14/15, 13
pages, 8.5 X 11

Email (fr James B. Kelly to Con Matthews dated 9/24/15, Subject:
Drawings required for Electrical cable tray supports with
APP-GW-GBH-451, Rev 0, AP1000 Standard Plant Engineering
Document List — Annex Building Areas 1, 2, 3 — Raceways and
Supports Construction Deliverables — Elevation 100'o 117'6"
(AN2-RC-X) 15 pages, 8.5 X 11

Annex Building Cable Tray Plan Area 1 El. 100'0" Sheets 1 o f3, Dwg
No. APP-4031-ER-012, 1 page 11X17

Liquid Radwaste System, Auxiliary Building Room 12259, Annulus
Pipe Chase, Dwg No. APP-WLS-PLW-451, 1 page, 11X17

Pipe Support Drawing WLS System, Dwg No.
APP-WLS-PH-12R00891, 1 page, 11X17

Shield Building Lower Annulus Inside Embedments Development
View Radius 69C6" (Sheet 1), Dwg No. APP-1020-CE-100, 1 page,
11X17

HC

HC

HC

HC

HC

HC

HC

16.1 — Shield Building Lower Annulus Inside Embedments Index Develop- HC

Strictly Confidential to Becbtel, SCE&G, and SCPSA. Page I A-io
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No.

16.6.6

16.1—
1 6.6.7

16.1—
16.6.8

16.1—
16.6.9

, Table A-1. Documents Reviewed During the Assessment

lt
) Description

ment View Radius 69C6" (Sheet 1), Dwg No APP-1020-CEX-100, 1

page, 11X17

Shield Building Lower Annulus Inside Embedments Index Develop-
ment View Radius 69C6" (Sheet 2), Dwg No APP-1020-CEX-102, 1

page, 11X17

Shield Building Lower Annulus Inside Embedments Index Develop-
ment View Radius 6926" (Sheet 4), Dwg No APP-1020-CEX-104, 1

page, 11X17

Standard Embedment Plates Deformed Wire Anchor (DWA) Type,
Dwg No APP-CE01-CE-002, 1 page, 11X17

Hard Copy (HC)
I

or Electronic (E)

HC

HC

HC

16.2/3 Overall Modules Response status, 11 pages, 8.5 X 11 HC

16.10

17.2

17.2,1

17.3

RBL (APP), RSL (CPP), Support Qualification, ¹ Supporls Qualified
by month, 2 pages, 8.5 X 11

VCS Unit 2 — Construction T/0 to Component Test (Waterfall), 13
pages, size 8.5 X 11

VCS Unit 1 - Service Water- Service Water Initial Test Program, 1

page, size 11 X 17

EDCR Listing — from 4/30/15 to 10/1/2015, 10 pages, 8.5 X 11

HC

HC

HC

HC

'it.3.1 CBI EDCR Listing - pages 1 to 108, 8.5 X 11 HC

17.4 WEC — CBI Staffing Summary Table, 1 page, 8.5 X 11 HC

17.5
(2.9)

17.6

17.6.1

17.7
(2.3)

17.8

17.9

17.10

17.10.1

17.10.2

17.10.3

17.10.4

19.2

Weekly ECS Report Out, 9/30/15, 48 pages, 8.5 X 11

Monthly Engineering CoMpletion Status Meeting, September 9,
2015, 22 pages, PowerPoint, size 8.5 X 11

Monthly Engineering Completion Status Meeting, October 7, 2015, 24
pages, PowerPoint, size 8.5 X 11

Level 1 Issue Executive Summary Report, 2 pages, 8.5 X 11

CB&l 1X4 POs Released, 3 pages,
CBI To-Go POs, 1 page, 8.5 X 11

Standard Plant ITAAC 2.3 06.09b.iv Performance Documentation
Plan (Doc. No. APP-RNS-ITH-004), 11 pages, size 8.5 X 11

Standard Plant ITAAC 2.2 02.02a Performance Documentation Plan
(Doc. No. APP-PCS-ITH-014), 13 pages, size 8.5 X 11

Standard Plant ITAAC 2.1 02.11b. Iii Performance and Documentation
Plan (Doc No APP-RCS-ITH-048), 12 pages, size 8.5 X 11

Standard Plant ITAAC 2.1 02.08b Performance and Documentation
Plan (Doc No APP-RCS-ITH-056), 13 pages, size 8.5 X 11

Standard Plant ITAAC 2.1 02.08d.vii Performance and Documenta-
tion Plan (Doc No APP-RCS-ITH-060), 10 pages, size 8.5 X 11

Work Package Review Task Team, 3 pages, 8.5 X 11

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

Strictly Confidential to Bechtel, SCB&G, and SCPSA. Page I
A-rt
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'I No.

Table A-1. Documents Reviewed During the Assessment

Description

CBI AP1000 Strategic Planning Team — Unincorporated DCP Report,
5 pages, 8.5 X 11

VCS Monthly Project Review Meeting, September 17, 2015, 156
pages, PowerPoint 8.5 X '11

VCS Site Design Engineering Drawing Booklet (1), System P&IDs &
Electrical One-lines, 321 pages, 11X17

VCS Plan of the Day - 9-9-15, 35 pages
VC Summer Units 2 & 3 Project Assessment Corisortium Meeting
(Presentation), dated 9/9/15, (2 Copies), 131 pages, PowerPoint 8.5 X
11

VC Summer Nuclear Station Units 2 and 3 Updated Final Safety
Analysis Report, Chapter 1 (Rev 3) 8.5 X 11 (Large packet)
VC Summer — Site Specific Engineering Schedule — Remaining
(Sorted by System /Major Sequence) Data Date: 28-Sep-15, CB&l—
200 pages, 11X17

AP1000 Domestic Design Finalization — CBI Std Plant- DOM DF — To
GO Engineering, 157 pages, 11X17

E&DCR Title: Requalification of KOPEC conduit supports at Elevation
66C6" Area 2, E&DCR No. APP1 212GEF 087, Rev 0., 25 pages, 8 5
X 11

VC Summer Nuclear Station Units 2 and 3 Updated Final Safety
Analysis Report, Chapter 3 (Rev 3), 8.5 X 11 (Large packet)
VCS Schedule — WEC PM Milestones, 4 pages
VCS Schedule - WEC PM Milestones, 6 pages
VCS Schedule - Module Assembly Summary, 1 page
VCS Schedule — Licensing, 44 page
VCS Schedule - ITAAC Detail, 137 pages
VCS Level 1 - Construction Schedule, 3 pages
VCS Schedule - Module Procurement Detail, 8/25/15,55 pages
VCS Schedule - Module Procurement Summary, 8/25/15, 6 pages
VCS Schedule - Module Procurement, 51 pages
VCS Schedule - NAC Detail, 8/30/15,40 pages
VCS Schedule - NAC Summary, 2 pages
VCS Schedule — NAC, 8/30/15,53 pages
VCS Schedule - Panel Delivery Detail, 26 pages
VCS Schedule - Panel Delivery Summary, 8/25/15,2 pages
VCS Schedule - Panel Delivery, 8/25/15,26 pages
VCS Schedule - Procurement Detail, 8/25/1 5,323 pages
VCS Schedule - Procurement Summary, 8/25/15, 9 pages
VCS Schedule - Procurement WES Detail, 8/25/15,158 pages

I Hard Copy (HC)
or Electronic (E)

HC

HC

HC

HC

HC

HC

HC

HC

HC

Strictly Confidential to Becbtel, SCElkG, snd SCPSA. Page
I
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No.

Table A-1. Documents Reviewed During the Assessment

() Description

VCS Schedule - Procurement WES Summary, 8/25/15, 12 pages
VCS Schedule - Procurement WES, 127 pages

VCS Schedule — Procurement, 261 pages
VC Summer EPC Agreement, 5/23/15,176 pages
Meeting Sign in, Consortium 9-9-15 Presentation, 3 pages
September 9 Presentation Draft Agenda, 2 pages
CBI Meeting Schedule — 9-9-1515, 3 pages

Weekly Site Safety Units 2 and 3 Report 9-21-1 5 28 pages
VCSummer Supply Chain Management Org Chart 9-21-15, 1 page

VCSumer Plan of the Day 9-21-15, 26 pages
Turbine Building Pipe Summary — Large and Small Bore 1-3-12, 1

page
Backfill Plan for Nuclear Island, 2 pages
Aux Building Elevations, 20 pages
9-21-15 Module Discussion Attendance Sheet, 9/21/15,1 page

VCS Modules Meeting -9-15-154 pages
4-Box Report - Modules - 9-15-15, 42 pages
VC Summer Plan of the Day 9-22-15, 36 pages
VC Summer P6 database structure, 1 page

VC Summer P6 Info, 12 pages
SCEG Personnel Reporting Up Through Ron Jones, 2 pages
Construction Performance Meeting 9-13-15, 31 pages

Org Chart - Confidential - Do Not Share Outside Bechtel, 1 page
9-14-15 LAR 30 & LAR 111 Schedule, 4 pages
9-15-15 Mclntyre Email on CAP and DCP Status, 2 pages
9-15-15 ITAAC Letter, '3 pages
9-17-15 U3 Overview Schedule, 1 page
9-17-15 U2 Overview Schedule, 1 page
9-17-15 Monthly Meeting Action Items List, 19 pages
9-17-15 Monthly Meeting Agenda, 1 page
2015 09 22 - Bechtel Assessment - Document Request - Tracking
Document, 17 pages
2015 09 22 - Bechtel Assessment - Document Request - Tracking
Document (3), 17 pages
2015 09 04- Bechtel Assessment — Document Request - Tracking
Document-Rev 1 — SG, 17 pages
2015 08 24 - Bechtel Assessment - Document Request - Tracking
Document, 12 pages

'ard Copy(HC)
or Electronic (E)

Strictly Confidential to Becbtel, SCElkG, and SCPSA. Page I
A-13
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VC. Summer Nuclear Generating Station Units a & 3 I Project Assessment Report Dmft November 9, go 15

No.

Table A-1. Documents Reviewed During the Assessment

Description =
2015 08 18 - Bechtel Assessment - Document Request - Tracking
Document, 11 pages
Bechtel Assessment of V. C. Summer Units 2 & 3 - 8 12-1 5 Supple-
mental Request for Schedule Related Information, 2 pages
2015 08 03 - Bechtel Assessment - Document Request - 8-7-15
Comments, 16 pages
VCS Document Request List, 2 pages
2015 09 23- Bechtel Assessment - Document Request - Tracking
Document, 17 pages
VC Summer aerial photo taken 6-30-15, 1 page
WEC Engineering Status Meeting 9-25-15, 1 page
WEC Engineering Follow-up Meeting 9-28-15, 1 page
VC Summer Plan of the Day 9-24-15, 38 pages
Work Control Document Control Mtg 9-24-15, 1 page
VC Summer Plan of the Day 9-23-15, 35 pages
VCS Schedule — Bab Follow, 45 pages
VCS Schedule — Engineering Milestones (Gap file), 123 pages
VCS Schedule — Fab Follow, 48 pages
VC Summer aerial phot taken 6-30-15, 1 page
VCS Module Q240, 2 pages
VCS Module Q233, 3 pages
VCS Module CA36, 2 pages
VCS Modules, 7 pages
VCS - Ctmt Elev 084, 116 pages
VCS - Ctmt Elev 084 (WBS), 12 pages
VCS Level 2 - Construction Schedule, 23 pages
VCS Schedule — Module Assembly Detail, 199 pages
VCS Schedule - Module Assembly, 8/30/15,163 pages
VCS Schedule - Testing & Startup Detail, 1289 pages
VCS Schedule — Testing & Startup Summary, 8/30/15, 8 pages
VCS Schedule - Construction Site Prep Summary, 3 pages
VCS Schedule - Construction Site Prep Detail, 233

VCS Schedule - Testing & Startup, 8/30/15,12 pages
VCS Schedule - Construction Site Prep, 276 pages
EDCR-Bechtel Request 10-1-1 5, 10 pages
EDCR-Bechtel Request 10-1-15, 7 pages
VC Summer Plan of lhe Day 10-7-15, 32 pages
CBI EDCR Report 10/2/2015, 14 pages

Hard Copy (HC)
or Electronic (E)

Strictly Confidential to Bechtel, SCE&G, and SCPSA. Page I
A-t4
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V.C. Summer Nuclear Generating Station Units a & 3 project Assessment ite oit Draft November 9, aot5

No.

Table A-1. Documents Reviewed During the Assessment

Description

CBI EDCR Report 10/2/2015, 15 pages
2015 09 30 - Bechtel Assessment - Document Request - Tracking
Document, 9/30/15,19 pages
2015 10 02 Rev1 - Bechtel Assessment - Document Request-
Tracking Document, 10/2/15,20 pages
2015 10 08 — Bechtel Assessment - Document Request - Tracking
Document, 10/9/15,37 pages
VC Summer Plan of the Day, September 29, 2015, 40 pages, Pow-
erPoint 8.5 X 11

Civil Generic Guidance Open Items, 12 pages, 11X17

Straightening Studs, email, 10-13-15, 5 pages, 8.5 X 11

Non-manual Turnover Rate, email, 10-12-15, 3 pages, 8,5 X 11

Email Drawings required for Electrical cable tray support, Kelly to
Matthews, 9-24-15

Annex Building Cable Tray Support Area 1, EL 100u0"
APP-4031-SH-E002, Dwg No APP-4031-WF-E002

Annex Building Cable Tray Support Area 1, EL. 100u0"
APP-4031-SH-E002, Dwg No APP-4031-VF-E900

Annex Building Cable Tray Support Location Plan Area 1 & Area 4 EL
100u0" Sheet 3 Of 3, Dwg No APP-4031-SH-014

Fabrication Requirements Cope Tray Supports Seismic Category III

Trapeze Rod Support Detail, Dwg No APP-SH27-VF-201

Annex Building — Area 1 Supplemental Steel Plan@ EL 117-6', Dwg
No APP-4041-SA-002

Annex Building Cable Tray Support List & Fabrication Details, Area 1

& Area 4, EL 100C0" SH 3 of 3, Dwg No APP-4031-SHX-01401

Annex Building Cable Tray Support List & Fabrication Details Area 1,
EL 100ug" SH 1 of 3, Dwg No APP-4031-SHX-01201

Annex Building Cable Tray Support List & Fabrication Details Area 1,
EL, 100u0" SH 2 of 3, Dwg No APP-4031-SHX-01301

Annex Building — Area 1 Supplemental Steel Plan @ EL. 117L6", Dwg
No APP-4041-SA-001, 1 page,

Annex Building — Area 4 Structural Steel Roof Framing Plan Elevation
117C1 'ls" (LP), Dwg No APP-4044-SS-001, Dwg No
APP-4044-86-001

Annex Building — Area 1 Steel Framing Plan @ EL. 117C6", Dwg No
APP-4041-SS-001, 1 page, 11X17

CBI Daily Force Report, 10/12/2015, 1 page, 8.5 X 11

CBI Daily Report, 10/12/2015, 3 pages, 8.5 X 11

VC Summer Plan of the Day, October 13, 2015, 33 pages, 8.5 X 11

Document Complexity N-Type EDCRs 10-15-15, 2 pages, 8.5X11

Hard Copy (HC)
or Electronic (E)

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

HC

Strictly Confidential to Becbtel, SCE&G, and SCPSA. Page I A-tg
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Appendix B

Assessment Team Resumes

Strictly Confidential tn Bechtel, SCEgiG, and SCPSA.
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Manager of Operations
Assessment Team Leader

Technical Qualifications

Senior Reactor
Operator's License No.
20411

Education

Executive Management
Certificate, Vanderbig
University

B.S., Mechanical
Enginesnng, North
Carolina Slats University

Memberships

Member, American
Nuclear Society Board,
Opsratmns and Power
Dlvisloli

Member, American
Nuclear Souely

Dick Mgler is a degreed mechanical engineer with over 36 years of
nuclear engineering, construction, and project management
experlonce. Currently he Is the Operauons Manager for Nuclear v

Power, responsiblo for the successful execution of Bechlel's nueear
power projects worldwide, as well ss leading a senior executive
team performing an assessment of the status of the V.C. Sumnier
Units 2 & 3 new buffds, He has unparalleled experience as a proJect
managor, ovcrsoolng numerous highly successful Stoam Generator
and Reactor Pressure Vessel Replacement (SGR/RPVHRJ proJects,
including the world record for shortesl duraffon at Comanche Peak
Unit I and tits Glnna SGR, which was the first to use the "through.
the-dome" methodology. He Is an enthusiastic, committed leader
who focuses on providing executive oversight, technical guidance
for the successful planning and implementation of projects, and
close cogaborauon between cffents and Bechlcl lo ensure project
success. Prior to joining Bechtel, Dick workod for a southeast
electric utility at one of the company's nuclear power plants, holding a senior reactor operator's
license and managing the utgfty's maintenance department. Since ioining Bechtel, Dick has spent
the maJorlty of his career on field ssslgnmenls across the United States, managing or directing
over 20 major modlflcaffon proJects at nuclear power facfgtles.

Manager of Operations, Nuclear Power
2014—present: Mr. Miller Is responsible for ag nuclear projects and services worldwide, as well as Ihe
development of new opportunities both domestic and foretgn, including Ihe completion of Watts Bar Unit 2
and Ihe Davis-Bassa SGR and Wolf Creek Pipe Replacement projects, as well as Ihe commencement of Ihe
Beaver Veffoy Unk 2 SGR. Curranffy, ha ls leading a senior executive team performing an assessment study
of Ihe status, chsgengos, and opportunkies ol Ihe new build AP1000 units al V.C. Summer lor tha owner

Senior ProJect Director, Nuclear Power, Bechtel Power Corporation
2011-2014: Mr Miller was responsible for Ihe successful implementation of nuclear power proiecls, including
the NexlEra EPUs, as well as proposal development and client communications. He also managed Bechtel's
effods related to the Fukushima Incident, including staffing and sponsorship of Bechlel employees on Ihe
Fukushima Industry Support Team In Tokyo and representation of Bechlel in Tokyo duding business
development efforts. In addition, he oversaw Ihe Crystal River Unff 3 Containment Repair project, including
managsrrlent of the Phase I engineering and development effort snd EPC contract negotiagons.

Senior Project Director/ProJecl Manager, SONGS SGR, Bechtel Power Corp.

2010-2011: Mr. Miller was responsible lor Ihe successful complegon of Ihe SONGS Unit 3 lump-sum SGR,
which was completed within budget and ahead of schedule.

Senior Project Diredor, Nuclear Power, Bechiel Power Corp.
2007-2010: Mr. Mglar was responsible lor proposal developmenl acgvigss and conlract negotiations for
numerous SGR, RPVHR, and EPU projects. Significangy, he oversaw Ihe negoliagon and Implemenlagon of
Ihe NexlEra Fleet EPU Project, a major muffi-bigion dollar effod lo perform EPUs on six units (Point Beach I
& 2, St. Lucis I & 2, and Turkey Point 3 & I). This project earned Ihs Business Development Project of the
Year Award for ths entire Bechisl Corporagon.

Senior Project Manager, Boavar Valley Unit 1 SGR/RPVHR and Comanche Peak Unit 1 SGR,
Bechtel Power Corp.
2004-2007: Mr. Miger was responsible for Ihe successful complegon of the SGR/RPVHR project for
FirslEnergy's Beaver Valley Unit 1. This project was named runner-up for pennweg's project of the Year al

Reston, Virginia Bechlel Conffdetlal 563664-09I15-I

Produced Pursuant to Proviso Bt.25 SCPSA-House 00000285
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the Power Generation Conference. As PM for Comanche Peak Unit I, he led Ihe team that set the world
record for shorlesl schedule of a SG 8, and this project was named runner up ior Sechtel's project of Ihe
Year.

Senior project Manager, Davis-Bassa, North Anna, and Sony RpVHRs, Bechtel power Corp.
2002-2003; Mr. Miller was responsible for the successful execution of head replacement projects el North
Anna Units 1 and 2, Surry Unifs I and 2, and Davis-geese.

Operations Manager, Nuclear Power, Bechtel Power Corp.
2000-2002: Mr. Mifer was responsible for the major modification operations of Sechlel's nuclear powerbusiness gns, and he oversaw the successful completion of Ihe Kewaunee and South Texas project Unit 2SGRs. In addition, during this time he look aver as Project Manager to complete the D.C. Ccok SGR. Hs waselse responsible for the completion of Ihe commercial closeout of Ihe Arkansas Nuclear One Unit 1 SGR.
Manager of Decommissioning, Bschtel Power Corp.
1998-2000: Mr. Milfer was responsible for the decontamination and decommissioning business line adiviges,
including Connecticut Yankee and SONGS 1 Large Component Removal.

Project Manager, Tihange Unit 3 SGR
1997-1998: Mr. Miger was responsible, as a self-employed project management consultant, for the
management of lhe Tihange SGR in Belgium.

Project Manager, LaSage Modifications, Bechtel Power Carp.
1998-1997: Mr. Miller was responsible for Ihe management and installation of modifications al the LaSagenuclear plant.

Project Manager, Glnna SGR, Bechtel Power Corp.
1993-1 998: Mr. Miller was responsible for Ihe management and implementation of Ihe lump sum EPC
contract lor Ginna's SGR. Addilionagy, he served as Proposal Manager for several lump sum SGR and maior
modification proposals.

Project Manager, North Anna Unit 1 SGR, Bechtef Power Corp.
1990—1 993: Mr. Miller was responsible for the management and implementation of the lump sum EPCcontract for North Anna I'8 SGR.

Deputy ProJect Manager, Indian Point Unit 3 SGR, Bechtel Power Corp. and Manager, Bechlal-
KWU Agianca
1988-1990: Mr. Migsr asswted the implementation of the Indian Paint 3 SGR, as well as prepared proposalsand managed swarded conceptual studies for other SGRs and major modifcations. Addilionagy, he was
responsible for the Bechtel-KWU Alliance activities.

Senior Reactor Operator/Maintenance Supervisor/Principal Engineer, H.B. Robinson Nuclear
Power Plant
1979-1988: Mr. Miller served as Prinopal Engineer at H.S. Robinson, during which Ume a SGR was
performed, as well as serving as Outage Manager for ref'uegng oulages and Maintenance Supervisor formechanical maintenance. Addigona8y, he received his Senior Reactor Operator License and authored the
Outage Management Manual, Ihe nuclear industry's first, which received an INPO Good Practice award.

Fiefd Service Engfneer, Westinghouse Electric Corp.
1977—1 979'. Mr. Miller was responsible for Ihe erection and inspection of equi pmenl st numerous nuclear
power plants under omslruction.

U.S. Ililarine Corps, E-5
1971-1 973: Mr. Miller received an honorable discharge In 1973.

Reston, Virginia Bechtel Confidential 55388449/I 5-2
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Carl W. Rao
Executive Sponsor

Education
~ AA, Civil Engineenng, Penn

Stale University
~ Certificate, Business

Management, California Coast
University

Over his 44 year Bechtel career, Cari has served various
business lines and corporate functions In project
management and executive leadership roles. He Is a truo
leader with unmatched mega-project construction
experience thai ranges from nuclear power plants to
Industrial facilitiss. Hs also brings an International
perspective from his roles overseeing projects around the
globe, as well as s thorough understanding of thc
commercial aspects of large project development and
execution. Additionally, he has a broad knowledge of
effectlve and proven processes and procedures, along
with a unique e butty to motfvste those around him.

Manager, Special Projects, Bechtel
2012-2015I'Mr. Rau served in an sxecubve position leading specialized projects and studies in support of
Bechlel's Nuclear, Security, snd Environmental and Infrastructure global business units.

President, Nuclear Power
2008-2012; Mr Rau led Ihe Nuclear Power business line, managing ag ol Bechlel's global nuclear power
activities, including project development, execution, and services. During his lenure, hs oversaw numerous
project awards and successtul execugons which signiyicanlly grew the nuclear power portfolio, induding
extended power upraise on six units, steam generator replacements, Vyatts Bar Unit 2 completion,
engineering services el mugiple plants, and permitting, licensing, snd design for advanced reactor projects.

Manager of EPC Functions, Bechtel Group
2008-2008: Mr. Rau was responsible for ag Ihe functional deparlmonls of ths Bechlel group of uxnpanies,
ensuring that ag world-wide projects and corporate functions were appropriately stafted and processes /
procedures werc followed.

Executive Vice President- London Operations for Oil, Gas & Chemic Is (OG&C)

2005-2006: In Ibis capacdy, Mr. Rau ovemaw OG8 C's London oflice and Center of Excellence, which was
responsible for execubng, deploying personnel, and providing fechnical support for Ihe OG&C global business
unit's operations in Europe, Africa, the Middle East, and Asia.

President, Bechtel Infrastructure Corporation (BltdFRAj

2004-2005: As BINFRA President, Mr. Reu was responsible for planning, execukng, and managing avil
Infrastructure projects in North and South America, supporting both public and Ixivale sector customers

Executive Vice President, Bechtel Systems & Infrastructure, inc. (BSB)

2003-2004i Mr. Rau was responsible foi Ihe oversight of Bechlel's U.S. Government business, pnmanly with
the Department of Energy and the Department ol Defense, speciagzing in large, complex projects in the arose
of defense, space, energy, national security, and the environmenL

htanager of Central Funciions, Bechtel Group
2002-2003: Mr. Rau was responsible for ag Ihe functional deparimenls ol Ihe Bechtel group of companies,
ensuring Ihat ag world-wide projects and corporate funcbons were appropriately staffed and processes /
procedures were followed.

Reslon, Virginia .Bechlcl Confidential 4364454I 8/I s-t
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Cail W. Rsu Fredericli

Executio Unit Manager, Bechlel Power and BS(I
2000-2002: Mr Rau was responsible for a9 personnel al Ihe Frederick, Maryland Execution Unit office and
Center of Excellence, which was responsible for winning and executing work for boih Ihe power and

government

services business units, In 2000, he was elected Senior Vice President.

Corporate Manager af Construction and President of Bechlel Construction Operations
Incorporated (BCOI)
1999-2000i Mr. Rau was responsible for a0 construction personnel worldwide in the Bechlel group of
companies, as well as construction execution through BCOI.

Manager of Operagons, Europe, Africa, and Middle East
1998-1 999: In Ibis capacity, Mr. Rau ensured the effective execution of a9 Bechlel projects underway in
Europe, Africa, and Ihe Middle Eeet, as well ss providing support for Bechtel businesses and business
development efloris.

Project Director, Dabhof Power Station Project
1999-1 999: During his tenure as Manager of operations, Mr. Rau served es lhe project Director for Ihe
Bechlel/GE consorlium Ihat performed EPCS services for Iha 2,240 MW combined cycle power pro/actin
India (at Ihe time the largest foreign investmenl in India).

Project Director, damn agar Refinery Project
1997-1 998: Mr. Rau led Ihe elfori lo design, build, and commission Ibis massive refinery complex (the largest
in the world), which covers 7,500 acres and consists of manufacturin and allied facilities, utilities, off-sites,
port facilities, and housing for 2,500 employees. In 1998, he was elected a Principal Vice President.

Manager of Power Operations, Europe, Africa, and Middle East
1996-1997: Mr. Rau ensured Ihe effeclive execution of all Bechlel power projects underway in Europe,
Africa, snd the Middle East, as well as providing support for Bechlel businesses and business development
efforts.

Executive Assistant to the President, Bechtel Power
1994—1 996: Mr. Rau supporied the President of Bechtel Power lo ensure the effectiv execution of pro/eels,handling boih lechnical and commercial issues, as well as business development efforts and customer
engagemenL

Manager of Power Operations, South Korea
1993-1 994: Mr. Rau ensured Ihe effectiv execution of a9 Bechtef power pro/eels underway in South Korea,as well as providing support for Bechtel businesses and business development efforis.

project Manager Conianche peak 1 & 2 Completion project
1989-1 993: Mr. Rau began as Ihe Project Completion Manager of Comanche Peak I nudear power station,
which Bechlel look over from the previous contractor.who hsd failed lo complete Ihe pro/ecl. He was then
seconded lo Ihe utility owner's organization and wss responsible for planning and executing Ihe Unit 2
completion. He successfully led both units to completion, as well as serving as an expert witness for Unif 2rale case on behalf of the utility.

Mechanical Discipline Manager/Project Completion Manager Vogtle Nuclear Generating Stagon
1985-1989: Mr. Rau wes responsible for aft mechanicsf work, Including management of contractors. This
included responsibility for piping, reactor internals, insulation, turbine erecbon, and fire protection system
inslagation. I-le supervised a Georgia Power mechanical discipline organization of 2,000 non-manual
employees and functioned as Bechtel's senior construction representative responsible for toot construction
engineers In a9 disciplines.

Various Field Roles, Nuclear Power Projects
1971-1985: Mr, Rau served fn a vanety of nuclear power plant construction beld roles for Bechlel, Including;

System Completion Manager/Lead Piping Superintendent/Drywe0 CRO Area Superintendent/HVAC
Coordinator — Hope Creek Generating Station

Lead piptng superintendent/piping superinlendent/Assistant project Field Engineer/slartup
Superintendent/ Lead Piping/Mechanical Engineer/Area gl Lead Piping Engineer — Susquehanna
Steam Electric Station

Civil Field Engineer — Calvert CliTfs Nuclear Power Plant

Construction Engineer, U.S. Steel Corporation
1968-1 971: Mr Rau served as Ihe survey crew party chief responsible for e9 field control and construction
surveys, as well as a field engineer responsible for a0 aspects of construction at the soaking facility
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Ronald L. Beck
Project Manager

(Engineering and Construction)

Technical Qualifications
~ Over 43 years of nuclear

expedience, including 17 in
design engineering and
licensing, 18 on SGR end
RVHR projects, and 5 in nexl-
generation nuclear (EPR, SMR)
proiecl management
Registered Professional
Engineer in Maryland (retired);
inactive in Mississippi, South
Carolina, Tennessee, Texas,
and Vlrgmia

Member ol ASCE, ASME
~ Author of several published

technical papers (available on
request)

Education
~ ME, Civil Engineering, Virginia

Polytechnic Institute (Slruotural
Engineering Major)

~ BS, Civil Engineering, Virginia
Polytechnic Institute

Bechlel Cergticalion, Project
Manager Level 0

Ron Beck has spent his entire career In the nuclear power Industry,
He has a strong clvh engineering background and many years of
design engineering and field experience, with a sogd foundation in
the details of work planning and execution. He was project
manager for three steam generator replacement (SGR) projects,
assistant project manager for one SGR project, and shift outage
manager for two reactor vessel hoed replacement (RVHR) projecls.
His background also Inoludes clvg design work on Grand Gulf,
South Texas project, end Watts Bar. He ts a highly dedicated leader
with sliorig technical skills, effective management capabgltles, and
the ability to motivate teams to successful outcomes.

Pi ojecl Manager, Generation mPowar Small Iwodular Reactor
2011-Present: For lhe Generation mPower (GmP) small modular reactor
(SMR) project, Mr. Beck has been responsible for a5 aspects of Bechlel's
scope and project execution and for inlerface with Generation rnPower
LLC and Babcock ii WDcox (BILW), as well es potengal customers,
Industry Advisory Councg members, management commklee members, and regulatory agenaes. His
responsibilities include ovsrag management ol 230+ pmfessionsls, including engineering, Dcenslng, project
cost and schedule, procurement and contract functions.

project Engineering Manager, Generation rnpower Small Modular Reactor
2010: For Ihe GmP project, Mr. Beck managed Ihe Bechlel engineenng leam snd the integration of Bechtel's
scope with B&liil's Nuclear Island scope.

Project Manager, Various Commercial Nuclear Projects
2010: Mr. Beck participated in s due diligence assessment as project manager, civil/structural reviewer,
construction reviewer, and overall report preparer. The report outlined Ihe results oi Ihe ssscssmenl regarding
invesgng in a speciyic new generation nuclear technology.

2DDD-2010: Mr. Beck was Ihs responsible project manager for the Bell Bend US EPR nuclear power plant
project He supported AREVA's preparation of responses to ths NRC's requests tor additional information in

conjunction with Ihe design certification process; managed en optimization study; participated in construction
schedule development: worked with customer on updating the ske utilities plot plan For ils Combined License
applicagoni and oversaw Ihe development of budgets, schedules, and reports

2008: Mr. Beck oversaw Ihs development of Ihe long-range strategic plan for Ihe SONGS SGR project. The
work involved developing Ihe pre-outage schedule encompassing Bechlel's work from 20081hrough 2010
and Ihs Cycle 15 end Cycle 16 (SGR) outage schedules for Bechtel's work and integrating these schedules
into Ihe client's online and outage work schedules,

2007: For Ihe Palo Verde Nuclear Generating Station Unh I SGR ptojecl, Mr. Beck managed ag aspects of
removing and relocagng Ihe V051 valve In Ihe reactor coolant system AS ME Class 1 shutdown coogng line lo
suppoh long-term plant operabgky and reliability.

2000-2007: As plan coordinator for the SONGS SGR project, Mr. Beck managed Ihe development and
submitlaf lo ths client ot 50-plus management, engineenng, and construction plans and 30-plus specglc
contract deliverables doscribing the methods and approaches Bechtel would employ lo execute ils SGR work
scope. He also supported the project manager on project commerual and lechnical issues.

2005: For Ihe Palo Verde unil 3 SGR project, Mr. Beck managed Ihe inslatation ol a vortex egmlnalion plate
in Ihe reactor coolant system ASME Class I shutdown cooling line. The plate was later removed as a result of
system testing.
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Ronald L. Beck

2004-2005i Mr. Beck managed or supported proposals for the Turkey point Units 3 and 4 and Sl. Lucia Units
1 and 2 RVHR projer Is; Ihe Crystal River Unit 3 SGR project; the Bruce A Units I, 2, 3, and I SGR projects;the Diablo Canyon units I and 2 SGR projects; Ihe SONGS Units 3 and 4 SGR projects; the SONGS Units 2end 3 and Palo Vents Units I, 2, and 3 RVHR studies; and Ihe Palisades RVHR project.

Shift Outage Manager, Sorry Unit 1 Reactor Pressure Vessel Head Replacement(RPVHR)
2003: For Ihs Sorry power Station Units I snd 2 RpVHR project, Mr. Beck inter/aced with client,
subcontractor, and Bechlal personnel lo develop ihe schedule; attended clienVBechlel planvri-Ihe-day
mee0ngs; interfaced with client and Bechlel personnel on day-lo-day operations, including action item
meeiings and leak reviews; and managed Bechtel's day shift containment work during each unit's
replacement outages.

Projacl Manager, Various Sleam Generator and Reactor Pressure Vessel Head Replacements
2002: Mr. Beck managed several SGR project proposals, an RPVHR prolecl study for two nuclear units, andan independent third-party SGR project cost estimate study review for e nuclear utility.

1996-2001: For Ihe south Texas Unit 1 (1996-2000) and Shearon Harris (2000-2001) SGR proleds, Mr.
Back had Ihe same duties as for Ihe v.c. summer sGR project.

1995-1996: Mr. Beck developed generic SGR project core team operations and was a member of fhe leamthat developed a Bechlel/Westinghouse learning agreement for SGR projects. He also developed
competitively bid SGR projects and sole-source negofia ted SGR awards, including fhe first South Texas Unit
1 SGR involving ihe Bechtel/Westinghouse agreement.

1992-1994i For Ihe V.C. Summer SGR project, Mr. Beck directed aff aspects of engineerin, construction,
procurement, quality assurance, fixed price cos, snd schedule management and subcontractor interface;
coordinated interlaces with Ihe client and interlaced with Bechtef senior management, global and regional
industry unit and execution unit management, and home office functional depariments. During the SGRoutage, Mr. Beck oversaw all aspeds of the on sile construction activities and managed the development of
Ihe Bschist portion of the outage schedule.

1991-1992: For Ihe ASCO Units 1 and 2 SGR project, Mr. Beck managed photogrammetry and interference
walkdowns, the redesign of Ihe biologicaf shreld wall, preparaimn of Ihe technical specification, and lechnicaf
evaluation of replacement sleam generator fabrication proposals. Hs also managed SGR studies for St. Lucis
Unit I and for Mitsubishl Heavy Industnes, Ltd in Japan.

Assistant Project Manager, Palisades Steam Generator Replacement Project
1999-1 991: For Ihe Palisades SGR project, Mr. Beck provided management overview of lhe engineeringleam and managemenl support lo Ihe cost and schedule supervisor for schedule and budget control. Heassisted in coordinabng Bechtel's client Interface on licensing and other high priority issues and coordinated
the development ot Ihe SGR outage schedule with Ihe SGR project team (management, engineering,
construction, procursmenl, subcontractors, and client). As night shrk outage coordinator during Ihe
replacement outage, he coordinated Bechlel's night shrfl construction acbvities with Ihe client and the clientscontractors. During job closeout, he assisted Ihe project manager and field services manager with closeout
activities, including engineering es-built package comptetlon, contract compliance closeout, outage work
aclMly completion, and licensing and quakty assurance review closeout.

Project Engineering Nlanager, Watts Bar Unit 1

1987-1 989i Mr. Beck was Ihe Project Engineering Manager for the Hanger end Analysis Update Program forWalls Bar Nuclear Station Unit 1. In this capacity, he oversaw all design aolivitles associated with Ihe updateof the Watts Bar pipe stress analyses end pipe support designs, using a site walkdown leam and designteams located in Oak Ridge, TN; Gailhersburg, MD; Houston, TX and San Francisco, CA

Project Engineer, South Texas Project Completion
1986-1 987: For Ihe South Texas Units I and 2 project, Mr. Beck supported the civil/structural, pipe stressand pipe support, architectural, and plant design layout discipline design activities. He directly interfaced with
Ihe client in completing engineeiing design, licensing, and engineering assurance activities associated withthese disciplines. He also assisted in managing the contractual and legal aspects of the project's main cooling
reservoir; coordinated interfaces with Ihe project's constructor and client and Bechlef management, anddirected the coordination of engineenng activities associated with Unit 1 hot functional tesling, including
development of engineering hot funcfionaf test procedures for thermal and vibration monitoring.

Design Engineer/Group Leader/Engineering Supenrisor, Grand Gulf Units 1 tk 2
1972-1 985i Initially, Mr. Beck developed various preliminary design studies subsequently used for input tothe PSAR and lo project cost and final design sWdies. He reviewed cooling lower structural design
calculations, wrote and admmistered a subcontract for cooling lower foundakon piling installation, and wrote
piping lechnical specifloelions. Later he supporied various site engineering leaks and completion of linel
ultimate heat sink basin structural designs and assisted in managing group design activities. Subsequently,he led Ihe design activities associated with the reactor containment building (RCB) and sile and managed aspecialized lask force periorming dynamic loading analysis of Ihe BWR Mark III RCB. He supervised
development of the FSAR sections associated wilh the RCB and other Seismic Category I sile facilities. He
participated in regulatory hearings with the NRC and lhe Advisory Committee on Reactor Safeguards in
conjunction with Ihe RCB dynamic analyses and assisting in supervising civil/ structural design activities.
Ultimately, he was responsible for all civil/structural engtneenng design activities associated with Unif 2.
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Jonathon D. Burstein
Project Controls Manager

Nuctzskszcuaffva IrivsIONMzrirss

Education

M.S., Construction
Management, Virginia
Tech Universffy

B.S., Civil Engineering,
Virgrnla Tech University

Jonathan Bursteln has over 'II years of cost engineering,
planning, and scheduffng experience, prlmarffy on nuclear
projects throughout the unffad States. He Is weg-versed ln aff

aspects of project cost management, including budgeting,
monitoring, and controlling oost. Ha hss also developed and
maintained project outage construction schedules and
monitored crlticol path. Currently, he Is responsible for
managing project controls for the Beaver Valley Unit 2 Steam
Generator Rcplacemeni (SGR) project and prior to that, he spent
5 yoars on the Walls Bar 2 Completion Project.

Project Controls Manager, Beaver Valley Unit 2 Steam
Generator Replacement ProJect
2013-Presenh Mr. Burslein manages the project controls team lo
monitor and oontrol cost and schedule for Ihe project, and is part ot Ihe
project management team to help the Project Manager make Informed decisions Mr. Burslern developed ths
project controls plan and established tools for successful project execution. He also faalilaled cross-training
of cost and schedule personnel lo further develop their skills. The leam is currently managing cost and
schedule for Ihe cngineering effort, with construction planning and support for Unit 2 outagss.

201S Whrie managmg project controls for Beaver Valley, Mr. Bursteln also provided planning and cost
support lo new proposals for nuclear work, steam generator replacement projects, end combined cycle
projects Addilioneffy, he provided planning suppori to e front-end assessmenl study for new nuclear
construction work.

Construction Cost Supervisor, Watts Bar Unff 2 Completian ProJect
2012-2013r Mr. Bursleln supervised a group of'up to 6 employees Io manage construction costs Group
responsibilities included: daily craft hours monitoring, weekly QURR reporting and analysis, oversight of
quantity reporting database, budget mamtenancs, Irend initiation, and various interfaces with Ihe construction
organization. He also continued lo perform Ihe financial responsibilities listed below, such as PFSR, CWA's,
end project budgei monfforing.

Cosi Engineer- Financlals/Craft, Watts Bar Unit 2 Completion Project
2010-2012: Mr. Burstein monitored Ihe overall financial status of project, generated quarterly contract work
authorizations (CWAs) lor projecl funding and quarlcrly prolecl finanmal status reports (PFSRs) for
management, monitored actual expenditures against the project budget and forecast, and initialed
aonslruclion lrends es IdenliTied by cost loots. He generated monthly project reporis for functional support lo
Frederick (proJecl status reports, stafflng, and gross margin) and provided olhei functional supporl as
requested. He also supported craff cost controls as described below.

Cost Engineer- Craft, Watts Bar Unit 2 Completion Project
2008-2010: Mr Burstein maintained labor cost codes and monitored labor charges in eTrsck, maintained
budgets and incorporated new work order estimates In ePC Works (a tool lor budgeting, monitoring, and
conlrofftng ag aspects of cast for major Bechlel pro)acts), and performed craft jobhour analysis. In addition, he
generated weekly quantity unff rate repori (QURR) and other reports as required, created quantity reporting
database so thai the Iield engineer could enter weekly quantities, and trained others In use of lhasa systems.

Area Schedular, Waus Bar Unit 2 Completion Project
2008-2008I Mr. Burslein developed field snginseriing walkdown schedules and tracking loafs and developed
and maintained delaged construction scliedules. He also acted as interim lead construction schedular for a
period of 2 months

Rsston. Virginia Bechtel Confidential 151557rtlg/I5-1

Produced Pursuant to Proviso 91.25 SCPSA-House 00000291



ORS EXHIBIT GCJ - 2.40 
Page 111 of 150

ELEC
TR

O
N
IC
ALLY

FILED
-2018

Septem
ber24

8:57
PM

-SC
PSC

-D
ocket#

2017-370-E
-Page

41
of80

Jonathan O. Uurstein

Field Planner, Palo Verde Unit 3 Steam Geneiator Replacement Project
2007-20D7: Mr. Burslein developed and mafnlained project outage construction schedules as the lead
planner on day shift. He prepared daily reports for project status, manpower tracking, krbhour earnings, and
critical path analysis and trained new planners on SGR scope, planning, and reporting.

Field Planner, Comanche Peak Steam Generator/Reader Head Replacement Project
20D6-2D06: Mr. Burstein developed and mamtained project outage construction schedules. work included
coordinabng sleam generator replacement project work adivilies, preparing daily reporls for project status,
manpower tracking, jobhour earnings, and cdbcal path analysis, and he cross-trained wflh the Cost group on
craft staffing, subcontrads, and work breakdown structure (WBSj tracking.

Field Planner, Palo Verde Unit 3 N-1 Outage
2006-2006: Mr. Bursleln maintained project outage construction schedules as Ihe backshrll planner and
assisted in schedule development for the Unit 1 valve modification.

Planner, Comanche Peak Steam Generator/Reactor Head Replacement Project
2006-2006; Mr. Surslein mafnlained project engineering schedule and developed project pre-ouiage
construction schedule, prepared weekly status reports and monthly engineering progress and performance
report jEppaj, assisted various projects with schedule maintenance, and worked part-time with AREvA New-
Gen to develop engineering schedules.

Field Planner, Palo Verde Unit 1 Steam Generator Replacement Project
2005-200M Mr. Burstein participated in vertical slice reviews for schedule development Maintained pro/ecl
outage construction schedules and monitored critical path.

Planner, CentralPlanning Group
2005-2005: In Ibis assignment, Mr. Burstein assembled proposaf schedules and updated venous project
schedules as needed.

Intern, Miami International Airport Expansion
2006—2004: Mr. Burstein set up and maintained database for Iracking and reporting work orders and created
project cost and scheduling reports for project management
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Robert A. Exton
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Procurement & Contracts Operations
Manager

Technical QualiTicagions

Member, Original Lifegme
Certified Purchasing
Manager, Inslilule for
Supply Management
Bechtel Certificagon-
Procurement Manager

Education

B.S., Business
Administration wkh
Emphasis in General
Management, Humboldt
State University

A.S., Forestry Science,
North Dakota Slate
University

Bob Exton, Procurement 8 Contracts Operations Manager for
Nuclear Power, has 37 years of procurement experienos working on
nuclear, fossil, and telecommunications projects, with over half of
that time In the nuclear power generation arena. He has held
positions of Increasing responslbguy In various prorurement
managerial positions, Including material management, purchasing
and contracts formation, management, and commercial leadership.

Procurement & Contracts Operations tdanager, Nuclear Power
2008-Present: In his current role, Mr. Exlon is responsible for managing
and mon8oring procuremenl and contracts operagons for ag commercial
nuclear projects. His main focus Ihe past year hss been Ihs functional
oversight of ongoing nuclear projects and proposal effons, drawing upon
past expenence, lessons learned, and the Six Sigma philosophy. Additional
focus has been on process improvement and proosdurss direcgy
associated with commercial nuclear activity.

Program Procurement Manager and Deputy Progmm Procurement Manager, Ctngular Wireless
Project and the AWS Project
2002-2008: Mr. Exlon was responsible for Ihe procurement operations of these telecommunication projects,
focusing on Materials Managemenl. He was also responsible for the integration of Ihe AWS project to the
Cingular system and for ongoing procuremenl operagons In suppon of Ihe nationwide build program. This
build program included eight markets with a staff of twenty, inrduding materiel coordinalors and a purchasing
group.

Proposal Manager, Power Multi.Project Acquisition Group (MPAGj

2000-2002: Mr. Exlon was involved with ag proposal efforts for power proiects and was the pnmary
representative on project development learns assuring thai Procurement supported Ihe development
schedule.

MPAG Commercial Lead, Balance of Plant and Electrical
2000-2000: Mr, Exton was responsible for managing and coordinating the buying activities in suppod of the
power projeols executed from Ihe power center ot excellence.

Project Procurement Manager, Aleppo, Quezon, and Dabhol Projects/Nuclear Operations
1991-2000i Mr. Exlon was responsible for developing, negotiating, and administeiing purchase orders end
subcontracts for three fossil power projects in Ihe Middle East and Asia. Qn Ihe Alsppo project, Mr. Exlon
was responsible for final equipment buyouls, expedking, inspecgon, traffic and logistics and shipment of
remaining equipment and services.

Additionally, wss Involved in Ihe development of new power plant construction projects.

In his Nuclear Operagons role, Mr. Exlon was responsible for coordinating procuremsnl activities associated
with North Anna Unit I SGR, V.C. Summer SGR, and FURNAS project and for Ihe issuance and
administration of major lump sum subcontracts.

Senior Contracts/Purchases Supervisor Specialist, Pagsades Steam Generator Replacement
1989-1 991'. Mr. Exlon was responsible for negotiating and Issuing major lump sum subcontracts and
purchase orders.
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Robert A. Extorx

Contracts/Purchases Supervisor Speciaffst, Limerick Nuclear Project
1987-1989: Mr. Exton was responsible for coordinating purchasing scliviliss, administering assigned blankel
orders, and supervising dossout of home office contracts and field purchase orders.

Contracts/Purchases Supervisor/Specialist Sayer/Spare Parts Supervisor/Warehouse
Receiving Supervisor, Palo Verde Nuclear Project
1978-1987: Mr Exlon was responsible ior assisling in forecasl planning, conducgng training on procedures,
and reporting progress lo Ihe client and engineering.
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Jason S. Moore
Project Controls Manager
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Education
B.S., Business Management 8

Finance, Salisbury Slats
University

Jason Moore has 17 years of project controls experience in the power
generation construction Industry, with weg-rounded expertise In

planning, construrtion, coal, estlmagng/proposet development, and
subcontracts for both nuclear and fossil power plants. For the psst 6
years, he has had positions of increasing responsibigly on large.scale
nuclear power projects, culminating In his current rote as Projeot
Controls Manager for Berhtel's on-going englneenng services work at
Southern Nuclear's three operating nuclear facgities In Georgia and
Alabama.

Project Controls IAanager, Southern hhiclear Engineering Services
Project
2013-Present: Currengy, Mr. Moors is responsible for ag cost-and schedule.relaled lunctions, inigaling and
implemengng project controls tools and programs, and providing technical direction lo project controls
personnel on Ihis project Ihal provides engineering Services to Southern's Ihrse operating nuclear plants
(Fartsy, Hatch, and Vogge).

Project Controls Manager, Wolf Creek Essential Service Water Buried Pipe Replacement Project
2011-2013: Mr. Moore was responsible ior ag cost. and schedule-related functions, Initialing and
implementing project controls lools snd programs, and providing lechnical direction to project controls
personnel on this project that replaced over 30,000 lineal feel of underground and underwater piping that was
deter'mraling al the Wolf Creek Nuclear Plant. He provided day-lo-day supervision to project controls
personnel and interfaced with ag funcgonal groups to ensure compliance with execution strategy and
objecgves, He also provided status information and related analysis to Ihe project manager, project controls
opsragons manager, and project learn, as wsg as interlacing wkh customers, contractors, and other outside
personnel. Additionally, Mr. Moore led spedalized studies and provided other specialized suppoil lo project
and functional management, as required.

Shlfl Outage Manager/Assistant Project Controls hfsnager, Turkey Point 3 5, 4 Extended Power
Upraie Projsd
2005-2011; While assigned to ths Turkey Point EPU project, Mr. Moore hald a number of positions of
increasing responsibility including.

Shift Outage Manager—responsible for managing the "team room" for a 43-day outage with a peak craft
headcounl of 300, reviewing, modifying and driving the projecf schedule Ihrough Ihe nuclear oulage,
interfacing daily with Ihe plant management team, removing obstacles, and finding quick solutions to
daily chegenges and Issues.

Assistant project Controls Manager—responsible for decisions and Itnancial reviews, developing senior
management presentation malarial on multiple occasions for client reviews, chairing multiple client
review sessions ranging from trends to Level 3 vertical reviews, personnel management of project,
staffing decisions, and employee development, attaining more balanced perspective between Ihe cost
and schedule functions, and acgvely participating in financial development and reviews.

Planning and Scheduling Supervisor—responsible for providing direct supervision lo eight employees,
serving as one of the leads dnvlng the U3R25 outage including analysis-based redirection, major
recovery planning, and 'leam room" staffing, developing unique loots lo simplify a complex planning
project that is now used at ag customer project ages.

Projecl Planner—Field and Engineering, responsible for presenting Ihe Project controls status at Ihs
Monthly Progress Repod lo customer senior management, and scheduling lead for eg aspects of
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schedule development including engineermg, construction, procuremenl, subcontracts, slertup, and
customer schedule integration.

project Estimator—responsible for developing a plan lo provide en estimate to customer for s9 the Epu
pro/eels along with ag lhe templates required lo complete the task in a short duration, conducting onsite
working sessions/presentations al each of Ihe r;uslomer's pro/ecl silas, in which Level 1.5 schedules
with associated resources were devefoped, with the results serving as ths basis for a0 the Epu
estimates. Mr, Moore presented Ihe estimate lo Beohlel customer senior management.

Project Planner, Midwest Generation Powerton Environmental Program Project
2008-2009: Mr. Moore's responsibilities included scheduling lead for ag aspects of schedule development
including engineering, construction, procurement, starlup, client, and OEM partner schedule integration on
Ibis pro/ect lo insla0 an air quality control system on a dual unit coal-fired power planL He worked deectly with
project management, client management, and OEM management developing ell levels of schedule (Level I,
0, gl, IV), implementing lhe use of Primavera 6.0 on the project.

Project Planner, Sammis Air Iguagty Control System Retrofit Project
2008i Mr. Moore provided direction and training to the onsile planning staff on Ihls 2,200 MW coal plant,
facilitating communication between the Bechlel and Client organizations through interactive while-boarding
schedule development sessions. He led Ihe planning effort of Ihe main transformer Inslagagon and its related
outage, discovenng and ifxing issues as Ihey arose. He also developed a new tracking report to be used by
Bechlel and Clienl management Ihai Iracked real-lime dale in association with bulk piping instagation.

project planner, Sutherland project
2007-2008: Mr. Moore supported Ihe development of the initial estimate end schedule for this proposed
power project, developing a level 0 schedule and supporting documentation to successfully convey pro/ecl
schedule viability, and presenting Ihe overall plan to Ihe project team and leading discussions on ils future
development including risks and cha0enges.

Engineering Planner/Lead Planner, Oak Creek Expansion (Elm Road) Project
2004-2007: As Lead Planner on Elm Road, e 1,300 MW two-unit EPC new build coal-fired power plant, Mr.
Moore was responsible for coordinabng and issuing lhe criilical ection items end chairing Ihe CAI meeting. He
provided technical direction lo Ihe lead engineenng planner and supported field personnel. He also led a
number of special studies and 'what if analyses, as directed by Ihe Project Director. He parlimpaled in Ihs
rebaselining of the construction schedule, developed mugiple detailed schedule tracking tools to baker detine
project goals, provided Important analysis regarding Ihe timing of cable deliveries to lake advantage of the
future reduction in the market pnce of copper, and developed Ihe first slartup level 3 detailed schedule.

As Engineering Planner, Mr. Moore was responsible for maintaining 0le Level I, Level 0, and Level gl
schedules, creating and maintaining bulk commodity curves for Engineering releases and Ihe project short-
term work plan, analyzing entire schedule network lo avoid potential issues with project delivenes, leading
procurement activities lo ensure timely delivery of materials by estabgshing de0very dates for material
requisition, reviewing cost estimates and Irends for schedule impacts, and developing and maintaining Ihs
Engineenng Progress & Performance Report and the Engineering dashboard.

Engineering planner, Mountain view combined cycle Gaa Turbine project
2003-2004: Mr. Moore's responsibilities included developing and maintaining the Level I, Level 0, and Level
gl schedules, bulk commodity curves for engineering releases, and Ihe project short-tenn work pfan. He was
also responsible for analyzfng the entire schedule network lo avoid potential issues with project deliveries,
leading procursmenl activities to ensure limely delivery of materials by establishing delivery dales for malarial
requisition, reviewing cost estimates and Irends for schedule Impacts, and communicating Ihe overall project
schedule to Ihe project and client managemenL

proposal planner, Bechtel power project Controls Central Function
2000-2003r Mr. Moore worked with business development managers and construction managers to assist In
development of strategic posibons of new proposals. He was responsible for developing the milestone
summary schedules lor management reviews during Ihe proposal phase, developing Level 0 project
schedules, developing and maintaining Level gl P3 schedules, developing bulk curves and manpower curves,
producing development schedules for pre-NTP phase end proposal phase, and maintaining comparison dale
for new proposals, Proposals ranged in value from $300 million to $3 Billion.

Indirect Estimator, Bechtel Power Estimating
1998-2000: Mr. Moore was responsible for developing craft wage rates, supporting Ihe devetopment of
manual distributable costs, developing home office costs, tracking metrics for proposal costs and services
estimates, gathering data for quantity and jobhour comparisons, supporting the preparation of proposal review
packages, developing proposal cashgows and proposal profftab5ily summaries, and preparing proposal
pricing sheets.

Reslon, Virginia Bechtel Confidential 205648 4I9/15.2
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Robert E. Pedigo
Project Startup Manager

Technical Qualifications

Registered Professional
Engineer, Pennsylvania
(Electrical) and Dlinois
(irraclive)

Stx Sigma Black Bell

Education

S.S., Electrical
Engineering,
Pennsylvania Slate
UniversEy

Bob Pedlgo Is a seasoned Startup Manager with 39 years of
increasing responsibilities both on projects and In functional
management. He is a Sechtel Starlup Subject Matter Expert, snd
his expergse includes plant starlup and slsrtup planning of
systems and facffitles, plant maintenance snd relish 0lty (noolear,
potrochamical, and Industrial), proceduro development, and multi.
discipline organization coordination. In addition, he Is a Six Sigma
Black Belt who has successfully developed and Implemented
several startup process Improvements.

Deputy Manager of Startup, Bechlel Oil, Gas & Chemicals
(OG&C)
2014-Present: Mr. Pedigo Is responsible for startup functional oversight
of the OG&C global business ung projects in development and execution
around the world.

/~b

Chief Startup Engineer, Bechtel OG&C

2013-2014: Mr. Pedigo was responsible for overseeing starlup at multiple Liquefied Natural Ges (LNG)

projects from Ihe Houston OG&C headquarters.

Chief Startup Engineer, Bechtel Corporation
2011-2013; Mr. Pedigo was responsible for the continued development and revision of Sechtel's corporate
Slanup procedures (content and configuration management) and the management of Ihe corporate Startup
Engineer CsrliTicaDon program and oversight of corporate slartup records end archives. In addition, he served
as a Starlup Subject Mager Experls tor several nuclear power and LNG projects.

Project Startup Manager, mPower Small Modular Reactor (SMR) and Calverl Cliffs Unit 3

2008-2011: On ihe mPower SMR project, Mr. Pedigo oversaw design input, program development, and early
project plannmg dunng the development of Ihe SMR design and execution planning. On Calvert CEffs 3, he
performed design input, program development, and early project planning for the US-EPR nuclear power
reactor design that was proposed for the Calvert Clifts sile.

Assistant Manager of Startup, Bechtel OG&C

2004-2008: Mr. Pedigo assisted in slartup functional oversight of OG&C pro)eels in development and
execution.

Six Sigma Black Belt, Bechtel Corporation
20D3-2004: As one of Ihe Six Sigma Black Bells, Mr. Pedigo successfully developed, completed, and
implemented two Process Improvement Projects (PIPs), that improved Sechlel's process and procedures for
Steam Line Cleaning and Chemical Cleaning. He also conducted Six Sigma awareness training and program
audile throughout Ihe company.

Project Support Supenrisor, Bschlal Corporation
2000-2003: Mr. Pedfgo's responsibiElies included pro)ecl development support (proposal estimating,
schedule development, and execution philosophy input), prolecl execution support, and sladup execution
philosophy research and development lor projects mainly in the Power and Government Services sectors.

Lead Slartup Engineer, River Protection Project
1999-200D: Mr. Pedigo's responsibilities included development of Ihe stanup porEon of project estimate and
schedule, development of commissioning strategy and slarlup program, development of lest section oi Ihe

Reslon, virginia Bechtel Conlldanffal 259910-10/15.1
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Preliminary Safely Analysis Report, and provision of input lo design for stertup, maintenance, and operationsan this Department o! Energy nuclear waafs vilnfrcalion project in eastern Washington.

Sita Manager, BP Amoco and Koch Rosnery Projects
1997-1 999; Mr. Pedigo had overall responsibrlrties for capital projects, maintenance support, and lurnarounds
at BP Amoco's Pasadena, TX plant. For the Koch Refinem he had responsibility for 300 direct hiro oaff and
35 non-manual staff, with scopes of work including maintenance, Wmarounds, and capital projects under 510mrffion.

Project Startup Engineer, Koch Refinery and Hoechsi Celanese Projects
1994-1 99'7: Mr. Pedlgo's responsibilities Included Koch/Bechtel Alliance development, Koch Corporate
maintenance program reengineenng, KRC-CC maintenance program developmeni (east and west plants),
plant reliability program development, mainfenance technology development, snd mainlenance resource
redeployment On Ihe Hoechsi project, his dulres included client maintenance organization restructuring, plant
reliability program improvement, process and equipment improvemenls, and plant prevenbvs/ predfcirve
maintenance program development.

Project Engineer, Dresden and Quad Cities Nuclear Power Plant Maintenance & Modiffcagon
1991-1994; Mr. Pedigo's responsibilibes included oversight of the resident engineering group, client
interfaces, building a resident leam, and faolilaling execution of work, es well as project planning,
maintenance group restructuring, and site procurement process evaluaffons.

Project Startup Engineer, Susquehanna Steam Electric Station
1987-1 991: Mr. Pedigo served as site manager for all Bechlel acbvities ai Susquehanna, including interlaces
for operating plant services and coordinabng support with multiple Bechtel omces. AddrlionaUy, he performed
in a seconded role to PP5L as a mechanical maintenance planner. His responsibibties included generating
work plans for work aulhorizaiion documents using PP&L mainframe, knowledge of ASME Code (includingNIS-2 forms, code repair forms and cade relesl and inspection requirements), familrerdy with plant lechnical
speciffcaffons, preparation of weld Irevelers, jobhour estimating, ALARA radiation blocking, personnel safely
blocking, materials and parle, operating plant impacts, speoal tooling and lechniques.

Senior Startup Engineer, Susquehanna Steam Electric Station
1982-1 987.'r. Pedigo was ACR/PGCC group supervisor, responsible for special projects, design change
package implementation, Regulatory Guide 1.97 changes, and human factors engineering. Additionally, as
supervisor of Ihe procedure-wnUng group, he was responsible for technical speciffcalion compliance review
documents and local panel alarm re"ponse procedures, Later on in Ihe project, he was responsible for proiedcoordination end slarlup of an additional standby emergency diesel generator, as well as schedule
development, project scoping, design compliance, and operability review.

Starlup Engineer, Susquehanna Steam Electric Station
1980-1982: Mr. Pedigo was responsible for Ihe starlup worklist (open items tracking), as weil as the slarlup of
Ihs standby diesel generalor and 24 and 125 V DC systems. He assisted in Ihe Unit 1 integraled leakage raletest and preliminary cork for vessel nuclear instrumentation.

Field Engineer, Comanche Peak Nuclear Generating Station
1979-1 980: Mr. Pedigo was responsible for generating turnover packages, system seeping, and system
walkdowns; generaffng and verifying construction punchlisl completion; conducting weekly construction
turnover progress meetings; and presenting system lumover lo cUent.

Field Engineer, Susquehanna Steam Electric Station
1978-1 978r Mr. Pedigo was responsible for the electrical and instrumentatron portion of Ihe primary
containment structural Iniegnty test, civil support in the reactor building end control structure; and raceway
and equipmenl inslallation ior Ihe control structure, conlsinmenl, and reador buiklings, including Ihe
advanced control room/power generation control complex (ACR/PGCC).

Reston, Virginia Bechtel Confidential 259916-10/15.2
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Jerry B. Pettis
Project Administrator

Education
~ S.S., Suslness Administration,

Lander University

fiililitary Service
~ U.S. Army, 1966-1971
~ South Carolina Army Nagonal

Guard, 1972-1979

Jerry Peltls Is e seasoned, results-oriented professional with 26
years of experience within contractor organizations supporting
Department of Energy nuclear facfflties and iho National Nucloar
Security Administration. He has proven leadership capabilities in
interpreting and executing requirements, reducing costs,
maximizing team productlvny, and developing Innovative tools. He
has succossfugy managed teams responsible for a variety of
administrative funcgons lo Include prime contract requirements,
records administration, document control, pubgcations, training,
and related budgetary processes. He has returned to Sechtsl
employ after several years of retirement.

Document Services Manager, Depleted Uranium Hexsfluoride
(DUF6) Project, BLW Conversion Services
2011-2013: Mr. Peltis managed the document and records functions for
Ihe DUF6 conversion plants in Paducah, Kentucky and Pikelon, Ohio, as well as the executive office luncffons
located in Lexington, Kentucky. His responslbfifiies included managing ag projecl records, document control,
and procedures funckons. He ensured Ihal Department of Energy (DOE) documents and records were
created, maintained, captured, and protected per published requirements.

Manager, TA-21 Project Services and Infrastructure, Los Alamos National Laboratory, Bechtel
National
2009-2011: Mr. Peltis managed administrative and facfffly services for a $212 million American Recovery and
Reinvestment Act of 2009 (ARRA) environmental restoration and decontamination and decommissioning
project. His responsibilities included ensuring that the stringent reporting requirements required by ARRA
were met; managing ag project records, documsnl control, snd procedures functions; project training
development, implemsnlalion and tracing; development and implementation of a robust internal snd external
communications and oulroach program; facility utilization end staff sssignmenl activities; project issues
tracking and resolulron, and projerri security.

Requirements Manager, Prime Contract Management Office, Lawrence Uvermore National
Laboratory, Bechtef Nagonal
2007-2009: Mr. Pattie managed complex activities for Ihe laboratory's prime contract, which include enswing
that organlzaffonat objectives involving Ihe performance evaluation process, program direction, cost
agowabgffy, and other aspects of prime contract management are mel. He also was Ihe institutional interface
between Ihe company and external agenmes for Ihs evaluagon and inlerpretagon of regulations and directives
for applicability lo the prime contract, coordinating with National Nuclear Secunty Agency's Llvermore Sile
Offics In making changes to Ihe list of DOE orders, policies, notices, and standards included in Appendix G of
Ihe prime contract. Addilionaffy, he ensured that responsible managers assess Ihs cost and schedule impacts
of any proposed addition of requirements to Ihe bontracl and coordinating assessmenl outcomes with the
Livermore Sile Office.

Document Control Group Leader, Informagon Resources Management Division, Los Alamos
National Lat&oratory, Bechtel National

2006-2007: Mr Pattie managed complex aclivifies for instffutional level document control acffvffies by
establishing an institutional, customer focused, centralized document control program tor the laboralonyi
integrating numerous disparate document control processes and systems into sn integrated program. He
established minimum training and performance expectations for laboratory document control staff to ensure
consistent document control capabgily and that the appropriate laboratory documents were retained and up-
lo-dale versions were available to ag users in a limely fashion. He also supporied Ihe Information Resources
Management Division Leader in developing and monitoring Ihe division budget.
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Manager, Infonnagon Resources Department, Nevada Test Sile, Bechtel National
2004—2006: Mr Pellis managed complex institutional level activities for a variety ol administrative and
technical support services for Bach(el's work on Ihe Nevada Test Site. Hrs responsrb0llies included functional
management ol ag Bechtel administrative employees and technical writer; operagon of Ihe Nuclear Testing
Archive, program management for ag institutional records and document control; institutional scientific and
technical information programs; office services functions such as printing and reproduction services, marl
services, printing services through the Government Printing Of0ce FGPC), and convenience copter program
management.

Manager, Program Admlnlsbation and Support Department,

Soiled

Groundwater Closura
projects, Savannah River Site, Bechtel National
2002—2004: Mr. Petlis managed extensive department level activities in support of environmental reslora0on
activiges at the 310 square mile Savannah River Sile. His responsibilities included development and
implementation operahons and regulatory training for environmental restoration employees; development,
revision, publication and maintenance of procedures; production of a large number of regulatory documents;
development oF graphics and presentations lo suppori Internal and external communication of fhe
environmental restoration mission, challenges, and successes; document control snd records management lo
include management of the sites Administrative Record and public reading room material; maintenance of
the reproduction center and capability, coordination and management of division clerical end secretarial
support psrsonneb and accountability and inventory of all division property snd facilities.

Division Training, Procedures, and Reporting Manager, Soll & Groundwater Closure Projects,
Savannah River Site, Bachtel National
1995-2002r Mr. Pattie managed division level acliviges Ihal included Ihe analysis, design, implementabon,
evaluation, and maintenance of initial and conbnuing training for job-specifrc operator, slaff, supervisor and
manager training programs. These programs Included general, task specific, and regulatory training for 400+
employees and subcontractors; the development, schedulrng, publication, end technical support for
presentations and reporiing to audiences including Department of Energy, Environmental Protection Agency,
South Carolina Department of Heagh & Environmental Control, and the site's Citizen's Advisory Board. He
also ovemaw Ihe management and matntenance of Ihs division's emergency ection and emergency response
programs.

Adminlslralive Managor, 400-D Power House, Savannah River Site
1993-1995'r Mr. Pattie managed ag phases of administrative support for Ihe sile's 70 MW coal fired power
and steam plant, including the interpretation and administration oF Power Operations Department plans and
policies; document control and records management; procedures development, and pub0calion snd
maintenance. He was also responsible for the analysis, desrgn, implementation, evsluagon, end maintenance
of initial and conknurng trsinrng for job.speciTrc operator, staff, supervisor and manager Iraining programs for
300+ employees, ss well as facilgy issues investigation as Critique Director. He also functioned as interface
with Ihe DOE facilrty representa6ve for resolving Idenlrfled facility and programmatic issues and served as
area emergency coordinator,

1987-1993: Priror lo his position as Administrative Manager, Mr. Pegis hefd several posilrons of increasing
complexity and responsibility at Savannah River, including the development of e cross functional leam lo
Identify, categorfze, inspect and maintain Ihe site's earihen dame. He was awarded Ihe presriglous George
Westinghouse Signature Award of Excellence for successfully supervisrng the $ 10 mraron, 19 monfh, PAR
Pond earthen dam emergency stabilization project.

Various positions In manufacturing, civg service, tlnance, management consuftlng, and bankfng
1967-1987

Reston, Virginia Bechtel Confidential 09F15-2
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Construction Manager

Technical Quaffflcations
Registered Professional
Engineer in Pennsylvania

Education
~ B.S, Civil Engineering,

University of Calirornia

Certificate, Bechlel Executive
Plan XVNI

Mike Robinson has more than 44 years of project and corporate
management, construction, and engineering experience on various
fossff and nuclear power generation projects worldwide, as well as
U.S. Government environmental remediation and infrastructure
rebugdlng efforts. He has provided leadership on some of Ihe
largest mega.projects in the power and government sectors. His
career has spanned aff aspects of project and construction
management of solid fuel, natural gas, and nuclear facgities, as well
as commercial and engineering roles of Increasing responsibgity.
He is a proven and highly respected leader who Is equally adept ln
managerial, lechnical, and commercial roles. He has recently
returned to Bechtsl after several years In retirement.

Project Manager/Site Manager, Ctystal River Unit 3 Confainmenl Repair Project
2012—2013: Mr. Robinson led the muffil disciplinary leam to develop engineering/construction solugons and
cost and schedule eskmates ior Ihe Crystal River 3 containment delamination repairs, one of Ihe most
lechnicaffy daunting efforts in the industry, Irom its initial development through the phase I engineering effort
until Ihe project was cancelled by Ihe customer and the plant permanenffy shul,

Project Iganager, M.3 Mixing Project
2010—2011: Mr. Robinson was responsible for managing Ihe closure of the mixing issues for Ihe waste
recewlng, Iransfer, and mixing tanks and issues associated with ihem lor this Department of Energy (DOE)
sile. Project requirements were lo design the systems and provide lasting thai demonslralos Ihe design
works. DOE HQ and local office personnel required thai any issues sunounding the Mixing Project were
identified lo ensure thai Ihe plant will operate for ils 40-year Ide.

Ales Project Manager/Project Operalions ltganager, Waste Treatment Plant (WTPj

2007-2010: Mr. Robinson was Ihe Area Project Manager for Ihe Plant-wide account thai includes
Engineering, conslrucffon, Acqulsffion services, Materials Managemenl, and slarlup for this 1158+ projecL
He had the responsibgffy to ensum Ihal each department is meeting their budgets and schedules, have
proper staff lo meet the project needs, and have proper plans to go forward Each department had lo Identify
any cost or schedule changes and have adequate documentation and justification for those changes, Mr.

Robinson interfaced daily wffh his client counterpart to ensure they were aware of current issues and events.
In addition, he was ths Projed Operations Manager, and these additional responsibilities Included safsguards
and secudily, risk management, project support, and special project management proiecls. Mike was also ths
Six Sigma deployment manager.

Site Manager, Oak Creek Expansion Project (Elm Road)
2004-2007; In Ibis capacity, Mr. Robinson was involved in developing Ihe construction philosophy tor Ihis
1,300 MW Iwo-unit EPC new bugd coal-fired power plant, including detailed up-front planning for execution of
the project, staffing, schedule, erection scheme, and interface with englneering, vendors, subcontractors, and
unions. The execution of Ihe work included day-lo.day direction of ag construction personnel, interlace with
the owner and other agencies lo resolve open issues, answer questions, and coordinate plans because of Ihe
existing power plant on Ihe same sile.

Operations Manager, Iraq Project
2003-2004i Mr. Robinson was responsible for ag work in the nohhern Iwo thirds of Iraq, which induded
included power projects, water and waste projects, bridge tepafr, telephone infrastmcture repair, and school
and hospital repair. Daily interface with both USAID and Ihe U S. military as required to coordinate work and
ensure Ihe most pressing prolecls were worked and funds were available. Addigonal coordination with Ihe
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Iraqi Ministry personnel was also required to ensure Ihey were kept Informed about the status ot projects, and
they agreed with the proposed projects being planned.

Foaalf Operations Manager-North America, Bechtel Power
2000-2003: Mr. Robinson was responsible for project execution of over half of Ihe onrtioing North American
power proiects, including establishing ihe project management philosophy and procedures, continuously
monitorin the project status including cost, schedule, safely, slaf8ng, trends, change orders, and cfrenl
refations. He provided real kme feedback and guidance lo the project managers about iherr performance, in
addi0on to providing training and personal development. Mike assisted Business Development with projecldevelopment and reviewed Ihe commercial issues to ensure thai they mel business requirements.

Fossff Operations Manager-Europe, Africa, Middle East, Bechtel Power
1999-2000 r In this cepamty, Mr. Robinson was responsrble for projecf execution of ag power proiects in Ihs
EAM reBron, Induding establishing project management phgosophy and procedures. He continuously
monitored project progress fncluding cost, schedule, safely, clrent relations, staffing, and trends. Mike assisted
w0h Business Development efforts and concurred wfth frnal estimates. He Interfaced with other Regional OpsManagers tc optimize resource usage and project execution.

Projecl Director, Debhol Power Station Project
1994-1999: Bechtel and General Electric (GE) formed a consortium to perform the engineering, procurement,
construaion, and slartup of Ibis 2,240 MW combined cycle power prelect In India (at the lime the largest
foreign investmenl In India), mlh GE providing the major equipment end Bechtel providing the balance of the
work. Mike had overall responsibilxy for Ihe consortium, es well as being Ihe prime rnterface with theOwners'rojectDirector. Primary activities included developing proiecl execution philosophy, BechlelfGE interface,
and day-lo-day direclion to Ihe project managers and sile manager.

Manager of Projects, Fossil, Bechtel Power
1992-1994: Mr. Robinson was responsible for the overall management cf numerous fossil projects in variousstages oi development and execution. He supervised project managers and assisted them in selling goalsand establishing philosophy of approach to individual projects. Mike provrded guidance to project managers in
their day-lo-day activities, including cgenl relationship and providing formal and informal Iraining and
development of Ihe project managers, He also coordinated interaction between projects in areas of business
line goals, company direction, relevant project expermnce, resource sharing and s9ocslion, and other
pertinent information.

project Manager, Coryton Cogeneraiion power project
1991 —1992: Mr. Robinson was responsrble for developing a lump sum package for Ihe engineering,
procurement, construction, and startup of a 500 MW combined cycle cogeneration planl for the Mobil Retinery
in Corylon, England. Work included preliminary engineering to identify Ihe technical scope of fhe project,selection and negogadon for lump sum contracts for the ges lurbines, steam turbine, HRSG, and air-cooled
condenser. Also included were development of a construcgon and labor relations'lan, project schedule,
starlup program, and full lump sum estimate, Assistance was provided to Ihe client for permitting and non-
recourse financing. Contractual nego0alions for ag terms and conditions were also included.

Project Manager, Panther Creek Project
1989-1991: Mr. Robinson assisted in project development including contract negotiations, cost, schedule,
and testing requirements. He was responsible for project execution and management of engineering,
construction, startup, procuremenl, and project controls. Mike coordinated and communicated with
cfienuowner including change order negotiagon and approval. He established terms and phrlosophy of jobexecution and kept appropriate management updated on project status. Mike also Irecked job lo final andsuccessful complegon.

Project Manager, Scrubgtass Project
1989—1 969: Mr. Robinson assisted in project development including contract negotiations, cost, schedule,
and lasting requirements. He was responsible for project execution and management of engineering,
construction, slartup, procuremenl, snd project controls. Mike coordinated and communicated with
dienl/owner Including charge order negotretion and approval. He established terms and philosophy of job
execution arid kept appropriate management updated on project status.

Project Superintendent, Gilberton Cogeneration Project
1986-1 989: Mr. Robinson was the project superintendent for the construction of a $100 million cogenerabon
tacgily Contracs included power plant and coal handling Iacilrly — 40 percent was subcontracted. Mike
supervised 30 nonmanual and 200 craftsmen.

Lead Contracts Coordinator, Scott Paper Cogeneration Project
1984-1 986: Mr. Robinson's duties included front end planning and contract package scoping. He also
supervised the contract coordination on a fluidized bed boiler.

Civil, Mechanical, and Electrical Craft Superintendent, Grand Gulf Nuclear Power Pfant
1983-1 984r Mr. Robinson's dulres included front end planning and contract package scoping. He also
supervised the contract coordination on a fluidized bed boiler.
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Lead Civil Contracts Coordinator, Martin htarietta Coal Conversion
1981-1 983i Mr. Robinson coordinated civil contracts, including contracts and specikcslion interpretation,
inspected and accepted Ihe work, snd negotiated extras and daims.

Various Civil Engineering and Quality Posiuons, Grand Gulf Nuclear Pnwer Plant
1975-1981i Assignmenls al Grand Gulf included Assistant Lead Civil Engineer, Lead Area Engineer for Ihe
yard and control building, end Resident Civil Engineer. Mike acted on behalf of Ihs Protect Engineer al the
Jobsite. Duties as Lead Civil Quality Control Engineer and Assistant project Field Quality Control Engineer
included assisting in implementation oi Ihe protect quality control policy and coordmaling Ihe work of ad QC
disciples. Later assignmcnls included responsibility for senior contractors'hanges, invoice approval, and
monthly progress meetings. As HVAC Coordinator, Mike coordinated Ihe completion of ag healing and
ventilating systems with Ihe contractor and Bechtel. He supervised up to 100 people.

Construction Coordinator, SNUPPS
1972-1 975: Mike reviewed drawings, speoficalions, project schedules, and procuremenl packages for final

design phase and construction for the SNUPPS nuclear plant.

Civil Design Engineer, FFTF
1971-1972i Mike performed structural design and analysis for structural sleet and concrete structures

Civil Field Engineer, Calvert Cliffs Nuclear Power Plant
1989-1 971: Mike was responsible for planning and scheduling, inspecting field placemenl, review drawings,
quantity accounting, and scheduling civil activities
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Stephen D. Routh
Project Manager
(Engineering and Licensing)

Technical Quagflcatlons

Registered Professional
Engineer, Virginia

Six Sigma Champion

Education

M.B.A., Finance, Mounf
St. Mary's College

MEng., Nuclear
Engineering,
Pennsylvania S!ale

(
University

B.S., Nudear
Engineering,
Pennsylvania Slate
University

Memberships

Member, American
Nuclear Society

Member, ANS SMR Teak
Force

Member, EPRI Advanced
Nuclear Technology
Group

Member, NEI COLTesk
Force

Member, NEI Seismic
Issues Task Force

Steve Routh Is a Senior Project Manager wltli over 35 years of
nuclear experience and ls currently the manager of Bechtel's
Nuclear Engineering Services group. He has supported new nuclear
generation efforts at various sites since 2001 and Is recognized as
an Industry expert in nuclear engineoring, safety, and licensing.
Addltionagy, Steve Is an active member of NEI and EPRI new
generation task forces and working groups.

Manager, Nuclear Engineering Services
2009-Present: Mr. Routh is responsible for Bechtel's engineenng and
licensing services projects including support of operating plants. new
nuclear generation, Fukushima response projects, and proposal
preparation. He was previously the Project Manager for New Nuclear
Generation Projects. Projects supported during this period Include:

North Anna Unit 3 Owner's Engineer and COL (APWR/ESBWR)

Turkey Point COL (AP1000)

'alvert Cliffs COL (U.S. EPR)

South Texas COL (ABWR)

'.C. Summer Units 2 & 3 Engtneering and Licensing Support (AP1000)
FENOC New Nuclear Site Selection Study (mPower)
AREVA DCD (U.S. EPR)

'linch River Construction Permit Application (mPower)

Dominion, South Texas, Walls Bar, and Conslegation Fukushima response projects
'ONGS Spent Fuel Pool Island Cooling

Vermont Yankee Decommissioning Cost Estimate

Monlicego and Prairie Island design modifications
~ Fennovoima (Finland) New Plant Conslructabiffly and Schedule Assessmsnl (EPR and ABWR)
'ylfa Newydd (UK) New Plant Schedule and Cost Study (ABWR)

Additionally, Mr. Routh managed Bechtel's overall Fukushima response efforts Including industry
representation and development of approaches and cepsbiliTies, as well as responsibility for nuclear power
proposal preparation.

Project Manager, Early Site PermltiComblned Operating License Technology Group
2001-2005: As Manager of Ihe ESP/COL Technology Group, Mr. Roulh provided engineering and licensing
oversight of Bechlel's new generation projects (Calvert Cliffs, North Anna, South Texas, Vogtle, V.C.
Summer, Turkey point, and Victoria County). He was also the project manager for the North Anna ESp
project, North Anna COL and Site Engineering project, and Ihe Turkey Point COL project.

Manager of Regulatory Affairs, Nuclear Power
1999-2001: Mr. Roulh was responsible for Ihs licensing and regulatory oversight of the Bechtel nudear
power prolects (new nucfear generation, steam generalot replacements [SGRs), operagng plant services) and
SERCH, Bechtel's generic licensing service.

Reston, Virginia Bachtel Confidential 701 3 I 649/I 5-1
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Stephen D. Routh

Licensing and Safety Arvatysis Superuiso, U. S, Emichmenl Corporation
1995-1999I Mr. Roulh managed Ihe preparaffon of Ihe upgraded Safely Analysis Reports for the Paducah
and Porlsmoulh gaseous diffusion plants and managed acffvilies for the project leam Including subcontractor
suppod. He also provided detailed cost and schedule control, lechnbal review of revised analyses; responded
lo NRC questions, and interlaced with NRC and DOE personnel. Mr. Roulh also established regulatory
processes for NRC oversight.

Project Engineer for Ihe North Anna 1, Norlh Anna 2, and Ginna Steam Generator Replacement
Projects
1991-1 995. Mr. Routh's dunes included managing mechariical, materials, civil, nudear, and licensing
engineering ecgvilies in support of Ihe projects includrng evaluaffon of affernahve approaches, conceptual and
detailed engineering, conslructsbitily reviews, subconb actor control, end cgonl interface.

Assistant Chief Nuclear Engineer
1987-1 991r Mr. Routh provided nuclear licensing support to operaffng plant servtces projects In Ihe areas of
design change packages operability and safely evaluations, justiffed conlrnued operations, pad 21s, end NRC
interaction, and assisted in Ihe adminwlration of the nuclear department snd salary planning.

Nuclear(Licensing Supervisor
1983-1 987; Mr. Routh prepared Ihe safely analysis repoh, environmental rspon, and license documents for
the Suny plant dry cask Independent spent fuel storage inslagaffon (Ihe frrsl lrcensed in Ihe Uneed Slates),
and supported several other operating plant services and SGR projects.

Licensing Engineer/Deputy Supervisor, Grand Gulf Project
1980-1 982: Mr. Routh supported Ihe licensing effort t'or Ihe operating license, preparaffon of the FSAR,
environmental report, and Ihe technical speciffcaffons. He supported NRC question responses, public
hearings, as wsg ss NRC safely evaluation report review and SER open ffem responses.

Reston, Virginia Bechiel Confidendsl 701 31 849H 5-2
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Edward (Ed) A. Sherow
Engineering Manager

Technical Quagflcations

Six Sigma Champion

Education

B.S., Eleclncal
Engineenng, Rensselaer
Polytechnic institute

Ed Sherow has over 43 years of engineering experience in the
nuclear and fossn power Industry, focusing on ag phases of power
plant activities, with specgic background In electrical. He has worked
on numerous projects throughout his career including Calvert Cgffs,
Grand Gulf, Turkey Point, and Brown's Ferry Units 1 and 3 nuclear
plants, as well as the design development of the U.S. EPR and the
associated submittal of a COL for Calvert Cgffs Unit 3.

Engineering Manager, Nuclear ProJects
2012—Present: Mr. Sherow is currently responsible for functional
engineering management oversight, development, and execution of muaiple
nuclear projects. Work involves assisiance and review of project
estimates/schedules, project setup and stafting review, quality, schedule,
and budget performance monilonng, prolect-specific process and procedural
approvals, and coordination of lessons teemed/expenences between
multiple nuclear pro/eels

Nuclear Project Engineering Manager/Project Engineer, U.S. EPR Design Development &
Cergfication and Calvert Clitfs Unit 3 COLA
2005-2011I Mr. Sherow managed Ihe detailed design for Ihe U.S. EPR, a 1,600 MW Generation gl+ nuclear
plant, with Ihe first plant in the U S targeted for Calveri Clitfs. He also managed the work associated with
supporgng AREVA ln achieving design certification. He also managed Ihe development and support lo
UniSlar (JV of EdF and Conslegation) for submhlal of the Combined Operating License Application for Calvert
Cliys Unit 3 based upon lhe EPR lechnology.

Fossil Project Engineer, Fossil Technology Group
2005-2005: Mr. Shercw managed the development and design of fossil generation plants. Work involved
supervision or coordination of multidisciplinery engineers, lechnical specialists, estimaiors, and Business
Development lo provide proposals and Ihe development aspects of fossil power projects. Close client
coordination was required.

Task Integration Manager/Metrics Manager, Browne Ferry Unit 1 Restart Project
2003-2005: Mr. Shcrow wss responsible for the overall execution and quality ot work relating to meliics
reporting, integrated lask equipmenl list programming/data Inlegnly, and overall training program.

Assistant Project Manager/Project Engineer, Mountainvlew CCGT Project
2001-2003: As assistant project manager on this combined cycle gas project, Mr. Sherow's responsibilities
included supervising execution planning, contract administration of Iha EPC Agreemenl, contract
administration of major equipmenl (including the GE Power Island subcontract), contract compliance as wah
ss Ihe championing of other specific areas of critical concern to Ihe success of the pro/ecl. He was also
responsible for interface with Ihe Owner's project manager end for monitoring cost and schedule progress. As
project engineer, he was also responsible for the overall engineering of the projecl, including technical
correctness, compaance with codes, optimizing design/inslagation costs, and Interface with suppliers and
owner.

Fossil Project Engineer, Fossil Technology Group
1999-2001: Mr. Sherow managed Ihe development and design of fossil generation plants. Work involved
supervision or coordination of mugidisciplinary engineers, lechnical specialists, estimators, and Business
Development to provide proposals and the development aspects of fossil power projects. Close client
coordination was required. During this period, Mr. Sherow also completed a 7-month assignment in 2000 at
Ihe Red Hills Generation Faulily jobsite, a I40 MW CFB in Mississippi, as Ihe Project Field Engineer
responsible for ag Field Engineering activities et Ihe site.

Reston, Virginia Bechtel Conridendal 5720634ts/15.1
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Edward A. Sherow

Multi Project Acquisition Group (MPAG) Manager, 0/IPAG

1996-1999; Mr Shsrow managed the e/sclrical MPAG. Thc group is an integrated cross-functional leam of
engineering and procurement pemonnel implemenling Ihe Bechtel supply rharn strategy. Ff/orle focused on
oplimrzlng and managing cost end schedule in Ihe delivery of equipmenL Key kems included interfacing
power projects and suppliers, implementing standard products, making process improvements and
negotiating supplier agreemenls. During Ibis period, he managed Ihe combrned Electrical/Control Systems
MPAG until il was separated into Iwo groups.

Project Nlanager, Substation/Transmission Engineering
1993-1996; In Ibis assignmenl, Mr. Sherow wss responsible for commercial snd lechnrcal operations of Ihe
Gaithersburg Substation/Transmrssion Engineering (STE) Group. The STE Group varied in size from 20 lo 30
mullidlscipline engineers doing swrlchyard and transmission line work directly fcr utilities while also supporting
Bechlel New Generagon prolects.

Project Engineer, Browne Fany Nuclear Unit 3
1991-1 993: Mr. Sherow's responsibi/itres included overseeing Ihe electrica disciplrne consisting of 135 lo 200
engineers preparing design modrTrcalions lor upgrading Unil 3 lo allow restart. Effort included monitorin
schedules for a0 activities, monitoring costs, Interfacing with client, supervising personnel, and preparing,
evaluating, end approving proposals. He was also responsiblo for special pro)ada and later Ihe DCN
Production Group. Special projects duties included overs0 responsibrlily for Procuremenl Engineering Group
and engineering schedukng for restart of Browne Ferry Unit 3. For the DCN Produrtion Group, he wss
responsible for mugidisciplins group of 250 engineors preparing design modirrcallons for upgrade of Unit 3 lo
allow rsslsrL Efforl included monitoring schedules for ag activities, monitoring costs, interfacing with the client,
and preparing, evaluating, and approving DCN modifrcegon packages.

Project Engineer/Group Supervisor, FPL Pro)ada
1986-1991r Mr Sherow was responsible for managrng FPL'6 drawing updale efforts for Turkey Point Unrls 3
and 4. Work included approving drawings as client representative, monitorin and controlling work output,
reviewing indicators, assigning work prroritiss for up lo 60 people, and maintaining budgets/schedules. He
was also responsible for managing Ihs design fossil operating plant services and the electrical and i&C work.

Group Supervisor, Electncal/Control Systems Group, Operaling Services
1984-1986: Mr. Sherow's tasks included supervising electricel end Instrumentation and controls (I/IC) work at
vs/roue operating plants. He approved drawings, calculations and rnslallalron packages, prepanng/evaluating
proposals, coordinabng with vendors/client, monitoring schedules/budgets, and electrical/control systems
work of up lo 20 engineers. Typical projects includod addition of a precipitator for BG&E H.A. Wagner Unit 3,
addition of dry cask spent fuel storage, radrebon monilonng upgrade, and a facilrbes renovation for Virgmia
Power's North Anna and Suny Nuclear Stations, addition ol natural gas warm-up for BG& E H.A. Wagnor Unit
2, upgradrng coal handling and sampling for Virginia Power's Mt. Storm Plant, a conversion to nalural gas for
FPL's Martin plants, and using cost water slurry as an alternate fuel for Ihe Pfizer plant at Grotcn.

Group Supenrisor, Electrical/Control Systems Group, Grand Gulf Units 1 anri 2
1976-1 984: In thrs asslgnmenl, Mr. Sherow's responsibilities included approving drawrngs, calculations, and
installation packages, preparing/evaluating proposals, coordinalrng wrlh vendors/client, monilonng
schedules/budgets, snd supervising electrical and l&C work.

Electrical Field Engineer, Calvert Cliffs Units 1 & 2 and Grand Gulf Unit 1

1972-1 980r Mr. Sherow was responsible for overall Installation and turnover to Starlup of various plant
systems. Duties Included verifying system scope, walking down Ihe system to ensure construction.re0ecled
design, interfacing with Design Engineering, prepanng punch Osis for outstanding items, and releasing
systems lo Startup. He was also responsible for cable installation. Duties included verifying rou!ing (both by
drawing review snd walkdowns), con ecting roulings, cable inspections, rnitiagng lermrnalion insla9ation, cable
lermlnalion Inspection, documentation reviews, and resolving problems.

Reston, Virginia Bechtel Contldsnltal 5720634r9/I 5.2

Prnriirr.r rl Pirrniiant tn Prnvihn 91 25 SCPSA-Hcusn 00000307



ORS EXHIBIT GCJ - 2.40 
Page 127 of 150

ELEC
TR

O
N
IC
ALLY

FILED
-2018

Septem
ber24

8:57
PM

-SC
PSC

-D
ocket#

2017-370-E
-Page

57
of80

I'Its a Uea

Miidads errata
NUCLEAR, EEcuslrv IL uivIRONNENtAL

ciu aeps cusr'IEALE

George D. Spindle
Construction Manager

Technical Qualifications
~ Registered Civil Engineer,

California and Pennsylvania
(Retired)

Member, National Society of
Professional Engineers
Member, Caiiforma Society of
Professional Engineers

Education
~ B.S., Civil Engineering tt

Mathematics, university of
Arizona

Conslruolion Executive
Progiam, Texas A&M university

Over hfs 47 year Bechtel career, Mr. Spindle has served ln a
variety of construction management and leadership roles, both
domestically arid around the world. He offers broad and deep
construction and managerial experience from nuclear and
fossil power plants to oil and gas faciffties with a variety of
execution and contractual models. He has a proven abfflty to
both manage and lead others in order to successfuffy execute
projects on time and budget. Currently, Bechtel is privileged to
have Mr. Spindle as a consonant resource, and hs serves as a
construction subject matter expert on a variety of Bechtel
projects world.wide.

Consultant, Bechtel Group
2009-currenti Since his retirement from Bechlel, Mr. Spindle has
consulted on various Bechtel projects, providing insight on nuclear
and fossil power, mining and metals, infrastructure, end oil and gas
projects. His inpul has included analysis of execution strategies, risks, and implementation of lessons learned,
as well as commercial and technical aspects of projects. He has also led two assessments of the status,
challenges, and opportunriies on lhe Waffs Bar unit 2 Compleffon Projeck

Site hffanager, Olympic Dam Praject
2009: Mr. Spindle was the Sile Manager of Ihe Olympic Dam Project in Australia, a 9128 uranium mine for
BHP-Biffiton awarded to Bechtel on an EPC basis. He led Ihe development and execuffon planning for Ihe
project until il was cancelled due lo Ihe economic downturn.

Manager of Construction, Bechtel Og, Gas & Chemicals (OG8 C)
2005-2008: Mr. Spindle oversaw the construction execution end personnel deployment for aff OGU C projects
world-wide.

Manager of Construction, Bechlel Construction Operations Incorporaled (BCOI)
2000-2005: Mr. Spindle was responsible for Ihe world-wide execution of construction projects, deployment of
construction personnel, and Ihe effecgve implementation of processes and procedures.

Manager of Construction, Bechtel Construction Co. I Bechtel Builders Inc.
1994-2000: Mr. Spindle was responsible for Ihe execugon of ag construction projects in Ihe Asia Pacific
region, deployment of construction personnel, and the effective implementation ot processes and procedures.

Manager of Construction, Bechtel Construction Co.
1992-1 003: Mr. Spindle was responsible for the execution of aff construction projects in Western North
Ameriica and Ihe Asia Pacific regian, deployment of construction personnel, and Ihe effective implementation
of processes and procedures.

Manager of Construction, San Francisco Regional Oflice
1990-1992: Mr. Spindle was responsible for the execuffon of aff construcffon projeds sponsored by Ihe SF
offiae, deployment of construction personnel, and the effective implementation of processes and procedures.

Consiiuction Manager, Bechtel Construction, Inc.
1909-1 990: Mr. Spindle was responsible for the construction exeaulion of ag direct hire power and petroleum
projects.

Reslon, Virginia Bechlal Confidential 063955esfts-I
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George 0, Spinrse

Field Construction Manager, Basic American Foods American I Cogeneration Project
1988-1 989: Mr. Spindle was responsible for the construction execution of this 120 MW California cogen
proiect, which primarily uses natural gas to provide supply steam for vegetable drying and power lo Ihe
electric grid.

Field Conslruction Manager, Gilroy Food Cogeneration Project
1908-108/i Mr. Spindle was responsible lor Ihe construction execution of Ibis 115 MW California cogcn
prolecl, which primarily uses natural gas lo provide supply steam for iood processing and power lo Ihe electric
grid.

Field Construction Manager / Project Superintendent, Colstrip Unite 3 & 4 Power Project
1979-1 906: Mr. Spindle was responsible for the construction execution of Iwo coal-tired units In Montana,
producing 740 MW each. He began Ihe project as Superintendent and in 1984 became ihs Field Construction
Manager.

Lead Civil Superintendent, Limerick Nuclear Generating Station
1074—I 979: Mr. Spindle was responsible ior a9 civil work in Ihe reactor buildings.

Assistant Superintendent, Jtm Bridger Generating Station
1973-1 974: Mr Spindle was responsible for supervising a0 craft personnel involved in civil earlhworks on
lhasa four coal-fired units in Wyoming, producing a lolal of 2,110 MW.

Senior Field Engineer/Construction Coordinator, Limerick Nuclear Generating Station
1971-1 973: As Senior FE, Mr. Spindle was responsible for construcuon planning and scheduling, and as CC
he was Ihe construction liaison between Ihe field work and engineering.

Field Engineer, Montlcoilo Nuclear Power Plant
1960-1970: Mr. Spindle was responsible tor Ihe construction planning and scheduling.

Various Construction Roles
1961-1968: Mr. Spindle held venous construction labor and planning/scheduling positions.

Reston, Virginia Sechtsl Conridential 56395549/I 5-2
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V.C. Summer Nuclear Generating Station Units a & 3 t Project Assessment Reftott Draft November 9, 2015

Appendix C

Bechtel Weekly Reports

Strictly Confidential to Bechtel, SCEgrG, and SCPSA.
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Bechtel Weekly Report
V.C. Summer Units 2 83 Completion Assessment

Week Ending August 28, 2015

Members of the Bechtel team are scheduled to arrive onsite on Tuesday afternoon, September 8.

v On August 19, Bechtel pravided a suggested agenda for the Wednesday, September 9, Consortium
presentation at the site. A revised version of the agenda was received from WEC on August 25.
Some additional suggested changes were provided by Bechtel an August 26.

e On August 24, a conference call was held with WEC to discuss Bechtel's document request list:

WEC described the status of identifying and obtaining approval to release copies of documents to
Bechtel.

WEC described that a document room would be setup in the NOB where hard copies of certain
documents would be placed.

Bechtel provided clarifications of several documents requested to WEC on August 26.

No new documents were received from SCANA or the Consortium during the week. The last
documents received were posted in SCANA's electronic reading room an August 14.

A CD of the Owner's P6 Integrated Project Schedule (IPS} was received on August 19. Since then,
Bechtel has down loaded the schedule, identified the subprojects, and has begun manipulations of
the schedule data. Based on initial reviews:

The IPS CD does not include all of the P6 schedule files (e.g., the WEC Engineeding files are
missing and the Milestones integration file was not provided). Without the Milestones file,
schedule calculations cannot be performed.

It appears that there are as many as 60 mandatory constraints in the schedule data base that are
precluding a true calculation of critical path negative float. The path that will have the largest
impact appears to be through the shield building.

There appear to be minimal quantities loaded in the schedule. Quantities for the next 3 months
are included, but it is not clear if they are complete. Quantities loaded in the schedule are needed
to understand the impacts on installation sustained unit rates.

A preliminary manpower curve extracted from the schedule shows a peak of around 450,000
hours (2,200 eral't) for a single month. This appears significantly low for a two unit construction
efforL

An initial discussion of the above schedule items was conducted with CB&l Project Controls
personnel on August 26.

e Members of Bechlel's team continued their review of documents provided by SCANA and the
Consortium.

e Began review of subproject schedules related to Construction. Also began review of subproject
schedules containing Engineering, Licensing, Procurement/Subcontracts, and Quality Assurance
activities.

Prepared preliminary list of Construction discussion topics and questions in preparation for site
mobilization and initial interviews.

Page 1 of 2
Strictly Confidential to Bechtel, SCE&G, snd SCPSA.
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Bechtel Weekly Report
V.C. Summer Units 2 S3 Completion Assessment

Week Ending August 28, 2015

e For Construction, Bechtel is interested in more information about the shield building. Bechtel's
assessment will focus on panel fabrication, engineering tolerances, engineering changes, and
installation sequencing. Installation of bulks is likely a near second critical path and will also be a
focus area for the assessment.

Information still needed from the Consortium for the Construction assessment includes:

Quantity curves
Unit rates
Manpower curves: non-manual and craft
Percent complete curves and method of calculation
Manpower loaded schedule
Equipment release dates
Module details, delivery schedules, and summary of all
Shield wall details and delivery end installation schedule

Page 2 of 2
Strictly Confidential to Bschtel, SCE&G, snd SCPSA.
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Bechtel Weekly Report
V.C. Summer Units 2 tt3 Completion Assessment

Week Ending September 4, 2015

e Members of the Bechtel team are scheduled to arrive onsite on Tuesday afternoon, September 8.

e The Consortium presentation to the Bechtel team is scheduled for Wednesday, September 9. A final
agenda was issued by WEC on September 7,

~ Status of Bechtel's document request:

No new documents were received from the Consortium, SCANA, or Santee Cooper during the
week. The last documents received were pealed in SCANA's electronicTeadirig room on August
14.

Members of Bechtel's team continued their review of documents that have been received to date.

In September 4 and 7 emaiis, WEC provided the following status of documents:

219 Total items Re u sted

138 items previously issued electronically or via IPS disc.
20 items have been marked as duplicates to other items on the hst.
3 items have been approved as software access — no documentation required.
1 item needs clarification from Bechtel regarding Bingo sheets (10.19).
57 remaining items required approvai to release.

45 items have been approved and printed or made available for review. The reading room
should be set up on Tuesday, September 8, for access by the Bechtei team.
10 items have been approved and are part of the September 9 presentation and/or will be
made available during follow-up deep dive sessions (difficult to produce copies of the
information}.
1 item is approved but information is still being gathered regarding Construction Equipment
plan (4.5).

~ 1 item will be discussed on September 9 - Engineeding Manpower curves (10.13).

A CD of the Owner's PS Integrated Project Schedule (IPS) was received on August 19. Bechtel has
down loaded ihe schedule, identified the subprojects, and is continuing to manipulate the schedule
data. Bechtei's Project Controls, Construction, Engineering, Procurement, and Licensing personnel
continued our review of the IPS information.

Page 1 of 1
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General

Work Activities Performed Last Week (September 8-11)

a The Bechtel Assessment team an'ived on Tuesday, September 6, 2015 to begin the six-
week, onsite assessment effort.

WEC and CB&l Consortium members gave a full-day presentation to the Bechtei
Assessment team on Wednesday, September 9, 2015. Copies of the presentation were
placed tn the Assessment Reading Room.

~ The Bechtel Assessment team spent most of Thursday, September 10, and a large part of
Friday, September 11, in training in order for the Bechtel team members to be granted a
badge that will allow the Bechtel personnel unescorted access to the site. It is expected that
the badges for unescorted access will be Issued sometime during the week of September
14.

o On Friday morning, September 11, SCE&G provided a site tour of Units 2 3 3 and a
majority oi the lay down areas. All of the Bechtel learn members on site tool& this tour.

a On Friday afternoon, members of the Bechtel Assessment team began to review the hard
copy documents placed in the Reading Room.

2.1 General

Work Activities Planned This.,Week (September 14-1 8)

Complete badging for Bechtel Assessment team members.

2.2

~ Scheduled breakout meetings with WEC and CB&I personnel on Tuesday (September 15),
Wednesday (September 16), and Thursday (September 17) from 1-4 pm tc discuss:

Quantity Curves
Craft Staffing Curves
% Complete Curve
Schedule — Critical Paths
Quality Issues
Modules

Follow-up meetings will be schedule as needed.
Project Management

~ Carl Rau and Dick Miller have rdquested to have singular interviews with the following
people on Wednesday, September 16. Steve Byrne, Jeff Archie (in Japan all week), Ron
Jones, Alan Torres, Carlette Walker, and Carl Churchman.

2.3

Continue review of documents in Reading Room.

Construction

o Perform direct observation of site activities:
Jobsite and area walk downs with senior construction personnel responsible for
work areas.

September 14, 2015
Strictly Confidential to Sechtel, SCE&G, and SCPSA.
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Bechtel Weekly Report
V.C. Summer Units 2 83 Completion Assessment

Week Ending September 11, 2015

Review af on-site fabrication activities of modules.
Review of indirects with responsible superintendent.
Review of construction equipment with responsible superintendent.
Overview of the safety program including the successes and challenges.
Ovenriew of the Quality Control program and activities.
Overview.oF the Work Package process and Document Control.
Review of conslructability review program with responsible manager.
Attend the fallowing meetings:

- POD — 9-10 am
- Area Schedule Review — Thurs 1-3 pm
- Module meeting with Customer — Tues 11-12 pm
- OCC & Site laydown plan — Wed 12-1 pm
- Safety meeting
- individual Area Schedule Review meetings.

Review documents in reading room.

Conduct internal discussions on comparisons of VCS against Bechtel historical information
on unit rates, schedule durations, quantities, manpower, etc.

Review welding activities, quantities, and manpower required.

Engineering and Licensing

» Continue review of documents in Reading Room.

Participate in breakaul, meetings described in item 2.1. Schedule follow-up meetings as
needed.

» Attend CB&IAVEC Engineenng Issues Meeting (0700).

» Meetings are being scheduled with WEC, CB&l, and SCE&G lead engineering personnel.

Followup meeting scheduled with Brian Mclntyre, WEC Licensing, at 8 am on Tuesday,
September 15.

2.5

» Meeting with April Rice, SCE&G Licensing, is scheduled for Tuesday, September 15, at
4:30 pm.

Procurement

» Continue review of documents in Reading Room.

» Meetings are being scheduled with CB&l Procurement at the corporate level, followed by
the site team.

» Meetings are being scheduled with Westinghouse's Procurement organization.

» Attend the following meetings:
— POD — 9-10 am
- Area Schedule Review — Thru 1-3 pm
— Module meeting with Customer- Tues 11-12 pm
— OCC & Site laydown plan-Wed 12-1 pm

September 14, 2015
Strictly Confidential to Bechtel, SCE&G, and SCPSA.

Page 2 of 3

Produced Pursuant to Proviso 91,25 SCPSA-House 00000315



ORS EXHIBIT GCJ - 2.40 
Page 135 of 150

ELEC
TR

O
N
IC
ALLY

FILED
-2018

Septem
ber24

8:57
PM

-SC
PSC

-D
ocket#

2017-370-E
-Page

65
of80

e Participate in schedule reviews with Bechtei Team.

2.6

Module Plan — Determine focus of review and where potentially the Bechtel team needs to
go.

Project Controls

o Continue review of documents in Reading Room.

e Participate in breakout meetings described in Item 2.1. Schedule follow-up meetings as
needed.

e Develop sustained rate compadson evaluation tables against Bechtel historical data.

~ Begin critical path evaluations.

~ Begin productivity evaluations against Bechtel historical projects.

September 14, 2015
Strictly Confidential to Sschlel, SCE&G, and SCPSA.

Page 3 of 3

Produced Pursuant to Proviso 91 25 SCPBA-House 00000316



ORS EXHIBIT GCJ - 2.40 
Page 136 of 150

ELEC
TR

O
N
IC
ALLY

FILED
-2018

Septem
ber24

8:57
PM

-SC
PSC

-D
ocket#

2017-370-E
-Page

66
of80

Project Management

Activities Performed Last Week Se tember 14-18

Four (of the nine) Bechtel personnel on the assessment team completed in-processing and received
their Unit 1 badges. Four others were notified that their training was complete sc they could be
hedged when they were available.
Carl Rau and Dick Miller completed interviews with Ron Jones (VP-New Nuclear Operations and
Owner's Project Director), Alan Torres (General Manager-Nuclear Plant Construction), and Carl
Churchman (Consortium Project Director).
September 17 — Bechtel (Steve Routh and Dick Miller) were invited and attended the Monthly Project
Status Meeting.
September 18 — Attended Consortium POD meeting,

Activities Planned This Weak Se tember 21-25

e Work with Jason Brown of WEC to identif what remainin document re uests will be filled this week
Documents rovided after this week ma be oo I te to be considered in the Bechtel assessment.
Complete Unit 1 badging for remaining Bechtel team members.
Obtain CB&I badges for Bechtei team members.
Conduct interviews with Carlette Walker (SCE&G VP - Nuclear Financial Administration), Jeffrey
Archie (SVP-SCANA and CNO-SCE&G), and Stephen Byrne (EVP-SCANA and COO-SCEBG &

President-Generation).
Attend various team and Consortium meetings.
Tour site construction areas.

Construction

Activities Performed Last Week Se tember 14-18

Reviewed Reading Room material including contract, quantity and manpower curves, September 9
Consortium presentation package, module drawings, etc.
September 16- Met with Bill Wood and JJ White and had a general discussion of project including
nonmanual staffing, manual st&ill level and difficulties recruiting skilled crafts, and laid out plans for our
walkdowns and interviews.
September 14- Toured leydown with SCE&G.
September 15 — Attended SCE&G module meeting,
September 15 — Attended Consortium Engineering overview presentation.
September 15 — Participated in Consortium Project Controls presentation on quantity curves,
manpower, earned percent complete, and critical path.
September 16, 17, 18-Atiended POD meetings.
September 16 — Met with Consortium Procurement and discussed procurement issues including
laydown and warehouse issues, pipe holds and changes, organization.
September 16 — Participated in Consortium Quality review of project with Dave Jantosik.
September 17- Toured the Unit 2 Nuclear Island and discussed issues with Bob Johnson and
Andrew Fleetwocd.
September 17 — Toured the Module Assembly Building operation with Bart Schaffer and staff.
September 18 — Toured the Turbine Building area with Scotty Holland and discussed issues
impacting work.
September 18 — Met with Indirects Superintendent Terry Bolton and reviewed indirect program,

September 21, 2015
Strictly Confidential to Sechlel, SCE&G, end SCPSA.
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Activities Planned This Week Se tember 21-25

* Review new material as it is posted to the Reading Room.
o Attend Plan of the Day meetings.
~ Attend September 21 Safety meeting.
~ Discuss welding program with Mark Pietre.
~ Attend September 21 meeting with Consortium on modules.

Attend September 23 meeting with Consortium on QC program, including a detailed review of what
the civil QC inspector does when inspecting a slab for concrete placement.

~ Review Document Control Program, specifically how drawings are given to craftsmen and revisions
tracked in the field.
Review Work Package Program.
Review Const ructabillty Program.

~ Conduct further review of Unit 2 Nuclear island.
Perform detailed review of Unit 2 containment schedule.

e Conduct internal discussions on comparisons of VCS against Bechtel historical information on unit
rates, schedule durations, quantities, manpower, etc.

3. Engineering and Licensing

Activities Perfor ed Last Week Se tember 14-16

~ Reviewed eiectromc and Reading Room material including engineering and licensing procedures,
licensing schedules, contract, September 9 Consortium presentation package, module drawings, etc.

~ September 14 — Attended Consortium Licensing overview presentation.
~ September 15 — Attended Consortium Engineering overview presentation.

September 15 — Attended Consortium Project Controls presentation.
~ September 15 — Met with April Rice of SCE6 G to discuss general licensing issues and processes.
e September 16 — Attended Consortium Procurement presentation.
e September 16 — Participated in Consortium Quality review of project with Dave Jantosik.
~ September 16, 17 — Attended POD meetings.
~ Participated in internal schedule discussions on comparisons of VCS against Bechtel historical

information,

Activities Planned This Weelt Se tember 21-25

e Review new material as it is posted to the Reading Room.
Attend POD meetings.

~ Meet with Brad Stokes and other SCE&G Engineering personnel.
e Attend September21 meeting with Consortium on modules.

Attend September 22 meeting with CB&l Engineering.
o Schedule visits to CB&I-Charlotie and WEC-Cranbury.
o Meet with Consortium Engineering personnel to discuss piping re-design effort and electrical support

design.
o Obtain and evaluate metrics on E&DCRs and N&Ds.
o Review schedules for LARs and ITAAC closure.
~ Provide Engineering and Licensing schedule input to Bechtel Project Controls.

September 21, 2015
Strictly Confidential to Bechtei, SCE&G, and SCPSA,
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4. Procurement

Activities Pertormed Last Week Se lember 14-18

~ Reviewed electronic and Reading Room material.
September 15, 17 — Attended POD meetings.

e September 16 — Participated in Consortium Quality review of project with Dave Janiosik.
e September 16 — Met with Consortium site and corporate Procurement management personnel.
a September 17 — Participated in walkdown of Unit 2 containment and adjacent area.

September 17- Attended Area Schedule Review meeting,

Activities lanned This Week Se tember 21-25

e Continue review of documents in Reading Room as they are submitted.
e Conduct additional meetings with CB8I Site Procurement to discuss data and process.
o Conduct wallrdown of site warehouses and laydown yards.
~ Schedule further discussion with WEC Procurement.
a Attend POD meetings.

Attend September 21 meeting with Consortium on modules.
e Discuss need for site visits to module fabricator(sj and schedule.

B. Project Controls

Activities Perf r ed Last Week Se tember 14-18

e Reviewed electronic and Reading Room material.
Compared current planned construction sustained rates to Bechtel historicals.
Developed Bechtel version Level 2 schedule with additional detail within the key critical areas.

e Prepared a high level schedule milestone comparisons chart.
Prepared initial productivity analysis for internal team reviews
September 15-Attended Consortium Engineering overview presentation.

o September 15 — Attended Consortium Project Controls presentation.
e September 16 — Attended Consortium Procurement presentation.

Activities Planned This Weel& Se tember 21-25

o Continue review of documents in Reading Room as they are submitted.
v Schedule meetings with meetings with Abney Smith Jr. and Michele Stephens.
o Continue critical path evaluations,
e Start schedule probability assessment within P6 through use of PAR software.
o Review and finalize sustained rate comparison tables.
o Finalize Bechtel version L2 schedule for analysis reference.
o Create first revised schedule duration evaluation which considers currenl productivity impacts

projected into the future.
Create copy of the P6 Construction file with ail hard constraints removed for future variation analysis.

September 21, 2015
strictly Confidential to Bechlel, SCEaG, and SCPSA.
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1. Project Management

Activities Performed Last Week Se tember 21-25

All Bechtei personnel are now badged.
~ Carl Rau and Dick Miller conducted interviews with Steve Byrne (COO 8 SVP), Jeff Archie (CNO 8

SVP), and Carlette Walker (VP Nuclear Financial Administration).
o Attended various team and Consortium meetings.

Activities Planned This Week Se tember 28-October 2

~ Work with Jason Brown c WEC to obtain the remsinin documents re uested.
Interview Santee Cooper personnel.

o Meet with Bechtel assessment team members to review initial observations and recommendations.
e Attend various team and Consortium meetings.
~ Tour site construction areas.
~ Prepare sections of Bechtei assessment reporL

2. Construction

Activities Performed Last Week Se tember 21-25

~ Reviewed Reading Room material.
~ September 21 — Attended weekly superintendent safety meeting.
~ September 21 — Met with Consortium personnel to discuss modules status and issues with deliveries

and engineering.
~ September 21 — Met with SCESG Quality Manager to discuss client audits of CB81 quality.
~ September 22 — Toured inside containment.
~ September 22-Attended the daily C20 Auxiliary Building and Containment 2 superintendentrfield

engineer schedule meeting.
o September 23 — Toured the shield building.

September 23 — Met with CB8l Quality Control Manager to discuss organization and responsibilities.
~ September 23 — Met with Consortium personnel tc review the containment vessel schedule.
a September24 — Met with CB8I Strategic Planning and MechantcaliEIectrical Work Manager to

discuss his group's efforts and review work package approach.
e September 24 — Mel wilh Consortium Civil Work Package and Document Control personnel and

reviewed the Annex Building civil work package and document control organization.
o September 24 — Met with Consortium project controls personnel to review the Unit 2 containment

vessel schedule.
o September 25 — Attended the videoconference with WEC home office and site engineering

personnel.

Activities Planned This Week Se tember 28-October 2

~ Review new material as it1s posted to the Reading Room.
~ Attend Plan of the Day meetings.
~ Hold meeting with CB8 I Electrical superintendent to better understand electrical packages,
~ Hold meeting with Consortium Advanced Constructability Personnel to better understand

Containment 2 civil worlc

September 28, 2015
strictly Confidential to Bechtel, SCE&G, and SCPSA.
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Hold meeting with Consortium personnel to discuss electrical quantities and electrical supporl
designs.
Hold meeting with CB&I personnel to understand discipline supedintendent roles.
Attend September 28 follow-up meeting with WEC home office and site engineering personnel.
Meet with Consortium Strategic'Planning personnel to discuss woric pactcages for piping and
electrical on September 29.
Meet with Consortium personnel to discuss startup plan, schedule, component test matrix, etc. on
September 30.
Perform detailed review of containment, auxiliary building, and turbine building schedules.
Conduct internal discussions on comparisons of VC Summer against Bechtel historical information on
unit rates, schedule durations, quantities, manpower, etc.
Prepare sections of Bechtel assessment report.

Engineering and Licensing

Activities Performed Last Week Se tember 21-25

Reviewed new material as it is posted to the Reading Room,
Attended POD meetings on September 22 and 24.
September 21 — Attended meeting with Consortium on modules.
September 22 — Attended meeting with CB&l Engineering.
September 23 — Attended meeting on with Consortium on Strategic Planning.
September 24 — Attended meeting on Work Package Development and Document Control.
September 25 — Held videoconference with WEC Home Office (Cranberry, PA) and site engineering
personnel to discuss to-go Engineering and engineering changes.
Reviewed limited available metrics on E8 DCRs snd N&Ds.
Provided Engineering and Licensing schedule input to Bechtel Project Controls.

Activities Planned This Week Se tember 28-October 2

Continue review of documents in Reading Room as they are submitted
Attend September 29 and October 1 POD meetings (focus is engineering).
Attend September 28 meeting with WEC Engineering to address to~a work (follow-up to September
25 videoconference).
Attend September 30 meeting with Brad Stokes and other SCE8 G Engineering personnel.
Hold follow-up meeting with CB&I Engineering.
Hold follow-up meeting with CB&l Licensing.
Hold follow-up meeting with SCE&G Licensing.
Meet with Consortium Engineering personnel to discuss piping re-design effort.
Meet with Consortium personnel to discuss electrical quantities and electrical support design.
Obtain and evaluate metrics on E&DCRs and N&Ds.
Review schedules for LARs and ITAAC closure.
Review representative ITAAC closure packages.
Provide Engineering and Licensing schedule input to Bechtel Project Controls.
Prepare sections of Bechtel assessment report,

September 28, 2015
Strictly Confidential to Bechtel, SCE&G, and SCPSA.
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Bechtel Weekly Report
V.C. Summer Units 2 83 Completion Assessment

Week Ending September 25, 2015

4. Procurement

Activities Performed Last Week Se tember 21-25

v Reviewed Reading Room material.
~ Conducted meetings with CB&l Site Procurement to discuss data, process, and reports.
e Conducted walkdown of site warehouses and laydown yards.
o September 21 — Attended meeting with Consortium on modules.
o September 25 — Attended videoconference with WEC home office and site engineering.

Activities Planned This Week Se tember 28-October 2

~ Continue review of documents in Reading Room as they are submitted.
Conduct meeting with CB&l Charlotte and Site Procurement personnel (Consortium to schedule).

~ Attend September 28 follow-up meeting with WEC home office and site engineering personnel.
o Prepare sections of Bechtel assessment report.

5. Project Controls

Activities Performed Last Week Se tember 21-25

~ Reviewed Reading Room material.
o Completed the projects baseline version Level 2 schedule with additional detail within the key critical

areas.
~ Created first version of Bechtei revised schedule forecast.
~ Created baseline bulk installation curves based upon current Consorlium forecast.

Downloadad and reviewed the engineering/procurement P6 milestones file.
~ September 22 — Attended Consortium Containment schedule overview.
e September 24 — Attended Consortium Auxiliary Building and Turbine Building schedule overview.

Activities Planned This Week Se tember 28-October 2

~ Continue review of documents in Reading Room as they are submitted.
~ Create revised Bechtel forecasted critical path for evaluation.
~ Create Basis and Assumptions file for l3echtel forecasts.

Create multiple forecasts based upon productivity analysis.
~ Finalize Bechtei version of Level 2 schedule for analysis reference.
e Create revised bulk and manpower curves based upon Bechtel forecasts,
~ Create Unit 3 Level 2 schedule.
~ Create combined Unit 2 and 3 craft manpower curves.
~ Prepare sections of Bechtel assessment report.

September 28, 2015
strictly Confidential to Sechtel, SCE&G, and SCPSA.
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Bechtel Weekly Report
V.C. Summer Units 2 &3 Completion Assessment

Week Ending October 2, 2015

1. Project Management

Activities Performed Last Week Se lambe 28-October2

o Continued with Interviews of Owner Personnel.
o Attended various schedule, worit planning, and startup meetings with Consortium members.
v Conlinued data validation of tmnsmitted project documents.
e Prepared observations and recommendations.

Prepared sections of Bechtel assessment report.

Activities Planned This Week October 5-9

interview Santee Cooper personnel.
Meet with Bechtel assessment team members to review initial observaiions and recommendations.

o Attend various team and Consortium meetings.
o Tour site construction areas.
o Prepare additional observations and recommendations.

Continue to prepare sections of Bechtel assessment report.

2. Construction

Activities Performed Last Week Se tember 28-October 2

Reviewed Reading Room material.
September 29 — Met with CB8 I Strategic Planning Group to discuss work packaging.
September 29 — Met with CB&l Electrical Field Superintendent to review extremely dense and
complex electrical raceway and hangers in containment,
September 29 — Met CBB I Advanced Conslructability program to understand group responsibilities.
September 30 — Observed Work Peel&age distribution from the Document Control Center for Unit 2
Nuclear Island at start of shift.
September 30 and October 1 — Met CB&l Startup personnel to review startup program and area and
system turnovers from construction.
October 1 — Met with CB&l Modules Procurement Manager to review program for module
procurement.
October 1 — Met with CB&I Shield Wall Manager to review erection of shield wall and roof.
October 1 — Toured Unit 2 containment and auxiliary buildings and Unit 3 condenser assembly area.
Conducted internal discussions on comparisons of VC Summer against Bechtel historical information
on unit rates, schedule durations, quantities, manpower, etc
Prepared observations and recommendations.
Prepared sections of Bechtel assessment report.

Activities Planned This Week October 5-9

~ Review new material as it is posted to the Reading Room.
Attend Plan of the Day meetings.

o Attend Safety Meeting,
e Meet with CB& I Labor Relations to discuss recruitment and training of crafts.
v Meet with CB&I Welding Engineering to discuss welding program,
o Meet with CB8i Field Engineering to discuss work packaging.
a Conduct internal discussions on comparisons of VC Summer against Bechtel historical information on

October 5, 2015
Strictly Confidential to Sschtei, SCE&G, and SCPSA
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Bechtel Weekly Report
V.C. Summer Units 2 83 Completion Assessment

Week Ending October 2, 2015

unit rates, schedule durations, quantities, manpower, etc.
s Prepare additional observations and recommendations.
o Continue to prepare sections of Bechtel assessment report.

3. Engineering and Licensing

Activities Performed Last Week Se tember 28-October 2

~ Reviewed new material as it is posted to the Reading Room.
e September 28 — Conducted follow-up conference cali with WEC Cranberry Engineering.
e September 29 — Attended meeting with CB&I Strategic Planning Group to discuss work packaging.
~ September 29-Attended meeting with CB&l Electrical Field Superintendent.

September 29 — Attended meeting CB&I Advanced Constructability program.
e September 30 and October 1 — Attended meeting with CB&I Startup personnel to review startup

program.
~ September 30 — Met with Brad Stokes, SCE&G General Manager, Engineering Services.
~ October 1 - Met with Consortium Project Controls to review WEC Engineering schedule.
~ Provided Engineering and Licensing schedule input to Bechtel Project Controls.
~ Prepared observations and recommendations.
~ Prepared sections of Bechtel assessment report.

Activities Planned This Week October 5-

~ Continue review of documents in Reading Room as they are submitted.
~ Pertorm follow-up interviews with Consortium and SCE&G personnel as needed.
o Evaluate metrics on E&DCRs and N&Ds.
~ Review schedules for LARs and ITAAC closure.
v Review representative ITAAC closure packages.
~ Provide Engineering and Licensing schedule input to Bechtel Project Controls,
~ Prepare additional observations and recommendations.
e Continue to prepare sections of Bechtel assessment report.

4. Procurement

Activities Performed Last Week Se tember 28-October 2

Reviewed Reading Room materiaL
~ September 29 — Conducted follow-up meetings with CB&I Site Procurement to discuss data and

reports on field procurement activity.
o September 2 — Attended meeting with CB&l on work packages.
~ September 30- Attended meeting with CB&l 1X4 Procurement Manager.
~ October 1 — Attended meeting with CB&l Modules Procurement Manager.
~ Reviewed ROYG Procurement Report.
~ October 1 — fvlet with WEC to discuss ROYG reports and requested different sorts of reports.
~ Prepared observations and recommendations,
~ Prepared sections of Bechtel assessment report.

October 5, 2015
Strictly Confidential to Bechtel, SCE&0, and SCPSA.
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Bechtel Weekly Report
V.C. Summer Units 2 R3 Completion Assessment

Week Ending October 2, 2015

Activities Planned This Week October 5-9

Continue review of documents in Reading Room as they are submitted.
e Continue to analyze the ROYG report, interface with Project Controls on schedule.
o Hold follow-up meetings as required with CB8,1 8 WEC Procurement.
~ Prepare additional observations and recommendations.

Continue to prepare sections of Bechtei assessment report.

5. Project Controls

Activities Pedormed Last Week Se lember 28-October 2

~ Reviewed Reading Room matedial,
Created revised Bechtei forecasted Unit 2 critical path for evaluation.

o Created bases and assumptions file for Bechtel forecasts.
e Evaluated muiliple forecasts based upon productivity analysis.
a Finalized Bechtai version of Level 2 schedule for analysis reference.
~ Created revised bulk and manpower curves based upon Bechtei forecasts.

Created Unit 3 Level 2 schedule.
Crested combined Unit 2 and 3 craft manpower curves.

a Conducted internal review of preliminary schedule package and incorporated comments.
~ September 30 — Attended Consortium commodity installation and manpower curves review,
e October 1 — Attended WEC Engineering schedule review,

Prepared initial observations and recommendations.
Prepared sections of Bechtei assessment report.

ctivities Planned 1 his Week October 5-9

o Continue review of documents in Reading Room as they are submitted.
v Update bases and assumptions file for Bechtel forecasts for Unit 3.
~ Finalize Bechtel version of Level 2 Unit 3 schedule.
~ Analyze Unit 2 and 3 bulk curves for stagger between units.

Finalize combined Unit 2 and 3 craft manpower curves.
e Continue to prepare sections of Bechtel assessment report.
a Finalize schedule package for internal management review.
~ Prepare additional observations and recommendations.
~ Continue to prepare sections of Bechtel assessment report.

October 5, 2015
Strictly Confidential to Bechtsl, SCEB G, snd SCPSA,
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1. Project Management

Activities Performed Last Week October 5-9

~ October 9 — Met with CB&I Functional Operations Manager in Charlotte.
~ Reviewed draft schedule, quantities, and sustained rates developed by Bechtel Project Controls.
o Prepared observations and recommendations.
e Prepared sections of Bechtel assessment report.

Activities Planned This Week October 12-16

e Interview Santee Cooper personnel.
Finalize observations and recommendations.

~ Finalize sections of Bechtel assessment report.
~ Meet with Bechtel assessment team members to review draft report sections, observations and

recommendations,
Complete preparation of Bechtel draft report.

2. Construction

Activities Performed Last Week October 5-9

~ Reviewed Reading Room material.
~ October 7 — Attended Plan of the Day meeting.
~ October 7 — Met with CB&I Lead Welding Engineer to discuss welding program.
~ October 7 — Met with CB&l Human Resources Director to discuss non-manual turnover.
~ October 7 — Met with CB&I project Director'to review some initial observations of construction effort.
~ October 9 — Met with CB&l industrial Relations Director to discuss recruiting of crafts.
o Conducted internal discussions on comparisons of VC Summer against Bechtel historical information

on unit rates, schedule durations, quantities, manpower, etc.
~ Prepared observations and recommendations.
a Prepared sections of Bechtei assessment report.

Activities Planned This Week October 12-16

~ Review new material as it is posted to the Reading Room.
Attend Plan of the Day meetings.

~ Visit Craft Training trailer.
~ Meet with CB&l Work Package planning personnel discuss work packaging, expected problems with

electrical installations.
Conduct Internal discussions on comparisons of VC Summer against Bechtel historical information on
unit rates, schedule durations, quantities, manpower, etc.

~ Finalize observations and recommendations.
~ Finalize sections of Bechtel assessment report.

October 12, 2015
Strictly Confidential lc Bechtel, SCE&rk and SCPSA.
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3. Engineering and Licensing

Activities Performed Last Week October 5-9

a Reviewed new material as it is posted to the Reading Room.
e Provided Engineering and Licensing schedule input to Bechtel Project Controls.
e Prepared observations and recommendations.
~ Prepared sections of Bechtel assessment report.

Activities Planned This Week October 12-16

~ Continue review of documents in Reading Room as they are submitted.
Perform follow-up interviews with Consortium and SCE&G personnel as needed.

~ Finalize observations and recommendations.
o Finalize sections of Bechtel assessment report.

4. Procurement

ctivities Performed Last Week October 5-9

«Reviewed Reading Room material.
e October 7 — Conducted follow-up meetings with CB&1 Site Procurement to discuss data and reports

on field procurement activity.
Reviewed ROYG Procurement Report.

e October 7, 8, 9- Met with WEC Deputy Project Manager to discuss ROYG reports and requested
different sorts of the ROYG report.

a Prepared observations and recommendations.
o Prepared sections of Bechtel assessment report.

Activities Planned This Week October 12-16

o Finalize observations and recommendations.
e Finalize input to Bechtel assessment reporL

B. Project Controls

Activities Performed Last Week October 5-9

a Reviewed Reading Room material.
Developed internal schedule package for review.
Updated bases and assumptions to include Unit 3 addition to Level 2 schedule.

e Finalized Bechtel version of Level 2 schedule for analysis reference including Unit 3 forecasts.
e Conducted internal "Team Meeting" review and incorporated comments into overall schedule

package.
Decided on the separation duration beiween Unit 2 and 3 completion dates.

* Finalized Units 2 and 3 manpower curves.
o Created Unit 2 percent complete curves based on Bechtel forecast.
v October 9 — Metwith CB&l Functional Operations Manager in Charlotte.

October 12, 2015
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Bechtel Weekly Report
V.C. Summer Units 2 83 Completion Assessment

Week Ending October 9, 2015

e Created additional Observations and Recommendations.
~ Prepared sections of Bechtel assessment report.

Activities Planned This Weel& October 12-16

~ Continue to review documents in Reading Room as they are submitted.
~ Finalize Bechtel version of Level 2 Unil 3 schedule.
~ Finalize observations and recommendations.
a Finalize sections of Bechtel assessment report.

October 12, 2015
Strictly Confidential tc Bechtel, SCEttG, and SCPSA.
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1. project Management

Activities Performed Last Week October 12-16

~ October 16 — Met with SCE&G CEO.
e Reviewed draft schedule, quantities, and sustained rates developed by Bechtel Project Controls.
s Prepared observations and recommendations.
s Prepared sections of Bechtel assessment report.

Prepared presentation to SCE&G and Santee Cooper executive management.

Activities Planned This Week October 19-23

~ October 22 — Presentation to SCE&G and Santee Cooper executive management.
Finalize observations and recommendations.

e Finalize sections of Bechtel assessment report.

2. Construction

Activ'ties Performed Last Week October 12-16

o October 13, 15 — Attended Plan of the Day meeting.
o October 13 — Met with CB&l work planning group to discuss electrtical and pipe hanger installation

challenges.
o October 13 — Met with CB&l training manager to discuss program and capabilities of the onslte

training facility and staff.
v October 14 — Performed field walltdown,
a Conducted internal discussions on comparisons of VC Summer against Bechtel historical information

on unit rates, schedule durations, quantities, manpower, etc.
v Prepared observations and recommendations.
o Prepared sections of Bechtel assessment report.
~ Prepared input for presentation to SCE&G and Santee Cooper executive management.

Activities Planned This Week October 19-23

~ Conduct internal discussions on comparisons of VC Summer against Bechtel historical information on
unit rates, schedule durations, quantities, manpower, etc.

v Finalize observations and recommendations.
Finalize sections of Bechtel assessment reporL

3. Engineering and Licensing

Activities Performed Last Week October 12-16

October 14 — Performed field walkdown.
Reviewed new material posted to the Reading Room.

e Prepared observations and recommendations.
Prepared sections of Bechtel assessment report.

o Prepared input for presentation to SCE&G and Santee Cooper executive management.

October 20, 2015
Strictly Confidential tc Bechtel, SCE&G, snd SCPSA.

Page 1 of 2

Produced Pursuant to Proviso 91.25 SCPSAi House 00000329



ORS EXHIBIT GCJ - 2.40 
Page 149 of 150

ELEC
TR

O
N
IC
ALLY

FILED
-2018

Septem
ber24

8:57
PM

-SC
PSC

-D
ocket#

2017-370-E
-Page

79
of80

Activities Planned This Week October 19-23

~ Finalize observations and recommendations.
~ Finalize sections of Bechtel assessment report.

4. Procurement

Activities Performed Last Week October 12-16

Prepared observations and recommendations.
e Prepared sections of Bechtel assessment report,

Prepared input for presentation to SCE&G and Santee Cooper executive management.

Activities Planned This Week October 19-23

e Finalize observations and recommendations.
~ Finalize input to Bechtel assessment report.

5. Project Controls

Activities Performed Last Week October 12-16

Reviewed Reading Room material.
Developed internal schedule package for review.
Prepared observations and recommendations.

a Prepared sections of Bechtel assessment report.
~ Prepared input for presentation to SCE&G and Ssntee Cooper executive management.

Activities Planned This Week October 19-23

~ Finalize observations and recommendations.
a Finalize sections of Bechtel assessment report.

October 20, 2015
Strtctiy Confidential to Sechtel, SCE&G, and SCPSA.
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